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ABSTRACT 

Pursuant to the provisions of Minnesota Statutes Chapter 216E, EcoEnergy, LLC (EcoEnergy or 
Applicant) filed a route permit application with the Minnesota Public Utilities Commission (the 
Commission) on July 30, 2009, under the alternative permitting process for a 161 kilovolt (kV) 
ransmission line to capture energy generated by the 280 megawatt EcoHarmony West Wind t
Project in Fillmore County, Minnesota. 
 
The proposed project is not considered a large energy facility under Minnesota Statute 216B.2421, 
ubd. 2, as it would be less than 200 kV in capacity, less than 10 miles in length, and does not cross a s
state line.  Therefore, a certificate of need from the Commission is not required for the project. 
 
EcoEnergy is proposing to construct an 8.5‐mile, 161 Kilovolt (kV) transmission line, a project 
substation in Bristol Township, and a Switching Substation in Harmony Township, Fillmore County.   
The interconnection point would be an existing ITC Midwest 161 kV transmission line located 
immediately next to the proposed switching station.  Two alternate routes are evaluated in this 
ocument.  The route alternatives  are both located in Harmony Township, and would not change d
the overall length of the proposed transmission line.  
 
Minnesota Office of Energy Security (OES) Energy Facility Permitting (EFP) is tasked with 
conducting environmental review of applications for transmission line route permits.  The intent of 
this Environmental Assessment document and the environmental review process is to inform the 
public, the applicant, and decision‐makers of the potential impacts from the proposed project and 
possible mitigations for those impacts.   
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Persons interested in this matter can register their names on the project docket webpage at: 
http://energyfacilities.puc.state.mn.us/Docket.html?Id=24696 or by contacting: Matthew Langan, 
Office of Energy Security, Energy Facilities Permitting, 85 7th Place East, Suite 500, St. Paul, 

ii 

Minnesota 55101, 651.296.2096, matthew.langan@state.mn.us. 

Additional documents pertaining to this project can be found at the above website or by going to 
the following: https://www.edockets.state.mn.us/EFiling/search.jsp and entering docket number 
“09‐601” under search criteria. 

https://www.edockets.state.mn.us/EFiling/search.jsp
https://www.edockets.state.mn.us/EFiling/search.jsp


PUC Docket Number IP‐6688/TL‐09‐601 
March 2010 

 

iii 

M .............................................................................................................................................................................30
6.8 Archaeological and Historic Features..................................................................................................30
6.9 Air Quality Resources.................................................................................................................................30 

TABLE OF CONTENTS 
ABSTRACT ................................................................................................................................................................. i 
1.0 INT   RODUCTION....................................................................................................................................1

  
2.0 Re   gulatory Framework .....................................................................................................................2

  
2.1 Certificate of Need ......................................................................................................................................... 2
2.2 Route Permit.................................................................................................................................................... 2

  2.3 Scoping and Environmental Assessment ............................................................................................. 3

  
3.0 PR   OJECT DESCRIPTION .....................................................................................................................4

  
3.1 Project Location.............................................................................................................................................. 4

  
3.2 Route Description .......................................................................................................................................... 4

  
3.3 Route Width ..................................................................................................................................................... 4

  
3.4 Rights‐of‐Way.................................................................................................................................................. 4
3.5 Property/Right‐of‐Way Acquisition....................................................................................................... 6

  3.6 Estimated Project Costs............................................................................................................................... 7
 gineering and 
4.1 Size and T  

4.0 En  Operation Design ...............................................................................................8

.1.1  
ype of Transmission Line and Structures ....................................................................... 8

.1.2  
4 Conductors ................................................................................................................................................ 8
4 Poles ............................................................................................................................................................. 8
  4.2 Associated Facilities...................................................................................................................................... 9

  
5.0 Co   nstruction ....................................................................................................................................... 11
5.1 Transmission Line ...........
5.2 Substation   

............................................................................................................................11

 
and Switching Station .........................................................................................................12

 
EcoHarmony West Substation ............................................................................................................................12

  
Switching Station ......................................................................................................................................................12

5.3 Cleanup and Restoration ..........................................................................................................................13
  5.4 Maintenance Procedures ..........................................................................................................................13

  
6.0 PO   TENTIAL Impacts and MITIGATION Measures ................................................................. 14

  
6.1 Environmental Setting...............................................................................................................................14
6.2 Socioeconomic Se
6.3 Human S  

tting ...............................................................................................................................15

6.3.1 Displa  
ettlement.......................................................................................................................................16
cement .............................

.3.2  
............................................................................................................16

.3.3  
6 Noise ...........................................................................................................................................................17
6 Aesthetics  Visual Impacts ...

6.4 Public H  
.........................................................................................................18

6.4.1 Elect  
ealth and Safety ...........................................................................................................................20
r

Electric Fields ...  
ic and Magnetic Fields .........................................................................................................21
...............

Magnetic Fields...............  
............................................................................................................................................21
..

.4.2  
..........................................................................................................................................23

.4.3  
6 Pacemakers ............................................................................................................................................25

  
6 Stray Voltage ..........................................................................................................................................26

  
6.5 Recreation.......................................................................................................................................................26
6.6 Trans
6.7 La  

portation and Public Services .....................................................................................................27

Agricultu  
nd‐Based Economies .............................................................................................................................29

Forestr  
re ...................................................................................................................................................................29

 
y ..........................................................................................................................................................................29

ining  
Tourism ..........................................................................................................................................................................29

  



PUC Docket Number IP‐6688/TL‐09‐601 
March 2010 

 

iv 

6.10 Soils and Geology .........................................................................................................................................31

  

  
6.11 Surface Water and Wetlands...................................................................................................................32

  

  
6.12 Flora and Fauna............................................................................................................................................33
6.13 Rare and Unique Natural Resources ....................................................................................................35
6.13 Radio, Television, and Cellular Phone Interference ......................................................................36 

7.0 Permits and Approvals Required................................................................................................ 37 
8.0 References........................................................................................................................................... 38 

 

TABLES 

 Table 1:  Project Location Data .......................................................................................................................................... 4

 
Table 2:  Transmission Line Structure Design............................................................................................................. 9

 

 
Table 3:  Socioeconomic Characteristics within the Project Area.....................................................................16

 
Table 4:  Estimated Decibel Levels of Common Noise Sources ..........................................................................17

 
Table 5:  Noise Area Classifications (Minnesota Rule 7030.0040) ...................................................................18

 
Table 6:  Summary of Electric and Magnetic Field Properties............................................................................21

 
Table 7:  Typical Electric Fields (kV/m) from Common Home and Business Appliances.......................22

 
Table 8:  Calculated Electric Fields (kV/m) for Proposed 161 kV Transmission Line..............................22

 
Table 9:  Calculated Magnetic Flux Density (mG) for Proposed 161 kV Transmission Line..................23

 
Table 10: Typical Magnetic Fields (mG) from Common Appliances ................................................................23
Table 11:  Voluntary Exposure Guidelines for EMF ICNIRP Guidelines for 60 Hz EMF Exposure.......24
Table 12:  Potentially Required Permits ......................................................................................................................37 

 

FIGURES 

Figure 1: Proposed Route and Alternatives 
Figure 2: Proposed Route and Alternatives 
Figure 3: Natural Resources and Recreation Areas Map 
 

APPENDICES 

ment Scoping Decision Appendix A – Environmental Assess
Appendix B – Sample Route Permit 



PUC Docket Number IP‐6688/TL‐09‐601 
March 2010 

1 

1.0  INTRODUCTION 

EcoEnergy, LLC (EcoEnergy or Applicant) has made application to the Minnesota Public Utilities 
Commission (Commission) for a route permit under the alternative permitting process of the 
ower Plant Siting Act.  The application is for the construction, operation, and maintenance of an P
8.5‐mile, 161 kilovolt (kV) transmission line, substation, and switching station. 
 
The applicant proposes a transmission line route that would run between a newly proposed 
EcoHarmony West substation to be constructed in Bristol Township, Fillmore County, Minnesota, 
and a newly proposed switching station in Harmony Township, Fillmore County, Minnesota.  The 
nterconnection point would be an existing ITC Midwest 161 kV transmission line located i
immediately next to the proposed switching station. 
 
he proposed project would be constructed to capture energy generated by the EcoHarmony West T
Wind Project, a 280 megawatt (MW) facility located in Fillmore County, Minnesota. 
 
Minnesota Office of Energy Security (OES) Energy Facility Permitting (EFP) is tasked with 
conducting environmental review of applications for transmission line route permits.  The intent of 
he environmental review process is to inform the public, the applicant, and decision‐makers of the t
potential impacts from the proposed project and possible mitigations for those impacts.   
 
Section 2 provides information on the high voltage transmission line regulatory framework.    
Section 3 describes the proposed project, including location, route description, right‐of‐way 
requirements, and estimated costs.  Section 4 provides information about the proposed engineering 
and operation of the project.  Section 5 describes the proposed construction and maintenance 
procedures.  Section 6 identifies the potential impacts of and mitigation for the proposed route and 
alternate routes.  Section 7 identifies permits and approvals required for the proposed project. 
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2.0  REGULATORY FRAMEWORK 

Authority for reviewing and permitting high voltage transmission lines is under the jurisdiction of 
he Minnesota Public Utilities Commission (the Commission).  The proposed EcoEnergy, LLC, 
ransmission line project requires route permit from the Commission. 
t
t
 

2.1  CERTIFICATE OF NEED 

The proposed project is not considered a large energy facility under Minnesota Statute 216B.2421, 
subd. 2, as it would be less than 200 kV in capacity, less than 10 miles in length, and does not cross a 
tate line.  Therefore, a certificate of need from the Commission is not required for the proposed 
roject.   
s
p
 

2.2  ROUTE PERMIT 

No person may construct a high‐voltage transmission line without a route permit from the 
Commission under Minnesota Statute 216E.03, subd. 2.  A high‐voltage transmission line is defined 
as any conductor of electric energy and associated facilities designed for and capable of operating at 
 voltage of 100 kV or more and is greater than 1,500 feet in length.  Associated facilities include, a
but are not be limited to, insulators, towers, substations, switches, and terminals. 
 
The project is eligible for consideration under the alternative permitting process (Minnesota Rule 
7850.2800) of the Power Plant Siting Act (Minnesota Statute 216E.04, subd. 2).  The alternative 
permitting process is shorter than the full permitting procedures and does not require the applicant 
to propose any alternative sites or routes to the preferred site or route, but does require the 
applicant to disclose rejected route alternatives and an explanation of why they were rejected.  
Under the alternative permitting process, the Commission has six months to issue a route permit 
from the date a route permit application is deemed complete.  The Commission may extend this 
ime limit up to three months for just cause or upon agreement of the applicant.  The Commission 
ccepted the EcoEnergy route permit application as complete on September 8, 2009. 
t
a
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2.3  SCOPING AND ENVIRONMENTAL ASSESSMENT 

The OES is required to prepare an Environmental Assessment (EA) on the route permit application.  
he EA contains information on the potential human and environmental impacts of the proposed T
project and addresses required methods to mitigate such impacts for all of the routes considered. 
 
On October 8, 2009, a public meeting on this project was held in the city of Harmony, as required by 
Minnesota Rule 7850.3500.  This meeting provided the public with an opportunity to learn about 
he proposed project, to suggest route alternatives, and to identify additional issues and concerns t
that should be considered by EFP staff when preparing the EA.   
 
The OES accepted comments on the scope of the EA until October 22, 2009.  After consideration of 
he public comments the Director of the OES issued the scope of the EA on December 21, 2009.  The t
EA scoping decision document is included in Appendix B.  
 
Upon completion of the EA, continuing procedural steps include: providing notice on the availability 
f the EA, scheduling and providing notice of a public hearing in the area where the project is o
located, and bringing the matter and final record to the Commission for a final decision. 
 

le 
s 

Copies of the route permit application and other documents relevant to the process are availab
for viewing and download on the Commission website at http://energyfacilities.puc.state.mn.u
/Docket.html?Id=24696 or eDockets at https://www.edockets.state.mn.us/EFiling/search.jsp 
(Docket 09‐601). 
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3.0  PROJECT DESCRIPTION 

The applicant proposes to construct 8.5 miles of 161 kV transmission line, the EcoHarmony West 
substation, and a switching station in Fillmore County, Minnesota.  The proposed project would 
begin at a newly proposed EcoHarmony West substation to be located in Bristol Township, 
innesota, and interconnect to an ITC Midwest 161 kV transmission line at the new switching M

station in Harmony Township, Minnesota. 
 
The majority of the proposed transmission line route parallels existing electric transmission 
acilities and/or road rights‐of‐way.  The applicant indicates in the route permit application that no 
esidential or business displacements would result from the proposed project. 
f
r
 

3.1  PROJECT LOCATION 

The proposed project is located in Fillmore County, Minnesota in Bristol and Harmony townships.  
ownships, ranges, and sections for the project are shown below in Table 1.   A detailed depiction of 
he proposed project is presented i
T
t n Figure 2.  

Table 1:  Project Location Data 
 

   

County  Township  Township  Range  Section(s) 

Fillmore  Bristol  101N  11W  13, 14, 23 and 24 

Fillmore  Harmony  102N  10W 
13, 14, 15, 16, 17, 18, 19, 20, 21, 22, 23, 

24, 26, 27 and 28 

 

3.2  ROUTE DESCRIPTION 

The transmission line would originate at a newly constructed substation (EcoHarmony West 
substation).  The transmission line route would head east out of the EcoHarmony West substation 
long County Highway 44 for approximately four and one half miles to 305th Avenue where it would 
urn south one mile to 120th Street where it would head east three miles to the switching station. 
a
t
 

3.3  ROUTE WIDTH 

The applicants are requesting a proposed route of varying widths.  Primarily, the requested route 
width is 220 feet centered on the road (110 feet on each side of the centerline.)  In the locations of 
the new substation and switching station, the Applicant has requested a route width equal to the 
idth of the land parcel on which the sub/switch stations are placed to provide flexibility for the 
andowner and the Applicant to place the line along a mutually agreeable route.  
w
l
 

3.4  RIGHTS‐OF‐WAY 

To construct and maintain the 161kV transmission line, a minimum 50‐foot right‐of‐way is 
required.  The route permit application indicates the majority of the preferred route length runs 
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adjacent existing electric transmission facilities and/or road rights‐of‐way, specifically along 
Fillmore County State Aid Highway (CSAH) 44 and Harmony Township 120th Street.  The applicant 
has acquired easement agreements with all but three properties along the two roadways. .  These 
easement agreements are 50 feet in width.  If the applicant is unable to secure easement 
agreements with the remaining landowners, permit applications will be submitted to Fillmore 
ounty and Harmony Township to locate the transmission line within the road right‐of‐way.  Both 

. 

rch 2010 
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Alternate Route B 
Alternative Route B is proposed by the applicant.  This route alternative would follow County Road 
44 east of 305th Avenue, then turn south on State Highway 139 where it would join the preferred 

C
governmental units have a permit process to allow transmission lines within the road right‐of‐way
 
In addition to placement of transmission line along roadway rights‐of‐way, approximately 2 miles 
of the line will cross private agricultural land in the following three locations: 
 
From Collector Substation to Fillmore CSAH 44 – 1/2 Mile 
The proposed transmission line would exit the Collector Substation site and run south 
approximately one half mile across existing agricultural land to Fillmore CSAH 44 and then turn 
east toward 271st  Avenue. At 271st  Ave, the transmission line will cross to the south side of CSAH 
44. The transmission line would then turn east and run on private easement along C.S.A. H. 44. 
 
From CSAH 44 to 120th Street  One Mile 
The proposed transmission line would follow CSAH 44 until 305th Avenue.  At 305th Avenue the 
ine would turn south and run across existing agricultural land for approximately one mile to 120th l
Street. EcoEnergy has signed lease agreements for both of these parcels. 
 
From 120th Street to the Switching Substation, the transmission line follows 120th Street for one‐
half mile. The Switching Substation will be sited on property approximately one quarter mile north 
of 120th Street. The transmission line would cross agricultural land on this property from 120th 
Street to the Switching Substation. 
 
Road Crossings 
Additionally, the proposed transmission line route will cross existing roads at a number of 
locations. The line will cross County Road 44 and 120th Street to avoid existing overhead electric 
distribution lines at the following locations: 
SAH 44: at 271st Street, just east of County Rd 17, and at 305th Ave 120th Street: at State Hwy 139 C
and one half mile east of State Hwy 139 
 
The following roads will be crossed at existing intersections as the line runs west to east: 
75th Avenue, 295th Avenue, and State Hwy l39. Right‐of‐Way Crossing Permits will be secured for 
he appropriate road authority for these crossing permits. 
2
t
 
Alternate Route A 
Alternate Route A was proposed by a landowner along the preferred route.  This route alternate 
continues along County Road 44, turns southeast on Garden Road, and then turns south on331st 
Avenue where it would terminate at the proposed switching station.   The applicant does not 
currently have private easement agreements along this route.  County and township permits 
nd/or approvals would be required to share road rights‐of‐way along this route, if private 
asements were  not obtained.  
a
e
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route along 120th Street.  The applicant does not have private easement agreements along this 
lternate route.  Locating the transmission line within the road right‐of‐way would required 
nDOT permit approval. 
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transmission structures or substation facility may be staked with permission of the landowne
 
Upon completion of the design and survey process, easement negotiations would ensue.  The 
applicant would purchase easement rights from landowners for the transmission facility right‐of‐
way.  The easements would provide the applicant the right to construct, operate, and maintain the 
transmission line within the defined right‐of‐way.  The applicant would work with landowners to 

a
M
 
Collector Substation 
The proposed EcoHarmony West Collector Substation on the west end of the transmission line will 
require up to ten acres. The proposed site is located in the Southwest quarter of Section 14, 
Township 101 North, Range 11 West in Fillmore County. The land adjoins County Road 15.   The 
applicant has signed a Purchase Agreement with the landowner. 
 
Switching Substation 
The proposed switching station is located in the Southeast quarter of Section 23, Township 101 
North, Range 10 West of Fillmore County.  EcoEnergy has negotiated a perpetual easement 
greement with the landowner for up to 6 acres.  This site is immediately west of the proposed a
interconnection point along the ITC Midwest transmission line. 
 
At least 14 calendar days before right‐of‐way preparation for construction begins, the applicant will 
provide the Commission with a plan and profile of the right‐of‐way and the specifications and 
drawings for right‐of‐way preparation, construction, cleanup, and restoration for the transmission 
line.  The applicant may not commence construction until the 14 days has expired or until the 
ommission has advised the applicant in writing that it has completed its review of the documents C
and determined that the planned construction is consistent with this permit.   
 
If the applicant intends to make any significant changes in its plan and profile or the specifications 
and drawings after submission to the Commission, the applicant will notify the Commission at least 
ive days before implementing the changes.  No changes shall be made that would be in violation of 
ny of the terms of the route permit.  
f
a
 

3.5  PROPERTY/RIGHT‐OF‐WAY ACQUISITION 

Should a route permit be issued, the applicant would finalize the easement acquisition process.  
andowners having a legal interest in the real estate on which the transmission facility would be L
constructed would be contacted by the applicant.   
 
Even if an existing easement condition appears to accommodate the project and no new right‐of‐
ay is needed, the applicant has stated it would still work with a landowner in order to address any 

. 
w
construction needs, impacts, damages, or restoration issues, as a condition of the route permit
 
The applicant may request permission from the landowner to enter the property to conduct a 
preliminary survey of existing features and topography (natural and man‐made), collect soil 
amples, and determine appropriate foundation designs.  The proposed locations of the 

r. 
s
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n
applicant. 
 
At locations where a private easement agreement is not negotiated, the applicant would apply for 
ermit approval with the road authority (Township, County, and/or State) to share the road right‐p
of‐way. 
 
The applicant will provide all affected landowners with a copy of the route permit at the time of the 
first contact with the landowners after issuance of a permit.  The applicant will contact landowners 
prior to entering the property or conducting maintenance along the route and avoid maintenance 
practices, particularly the use of fertilizer, herbicides, or pesticides, inconsistent with the 
landowner’s or tenant’s use of the land.  The applicant will work with landowners to locate the high 
oltage transmission line to minimize the loss of agricultural land, forest, and wetlands, and to 
void homes and farmsteads, tree clearing, and other aesthetic concerns. 
v
a
 

3.6  ESTIMATED PROJECT COSTS 

The applicant has completed a preliminary cost estimate for the Project and estimates that the 
ransmission line and substations will cost approximately $6.1 million, whether the preferred or 

d. T e estim  each facility is a follows: 
t
alternate routes are selecte h ated cost of

ne  
 
161 kV Transmission Li   $ 1,600,000 
ollection Substation       $ 2,500,000 

n  
C
Switching Substatio     $ 2,000,000 
 
Total Project Cost       $6,100,000 
 
lthough not itemized, the cost of mitigation measures required under Minn. Rules part 7850.1900, A
Subp. 3(h), has been factored into the overall Project cost. 
 
Since the transmission line and associated facilities will be new construction, the annual operating 
nd maintenance expenses will be primarily inspection costs, which will be approximately $10,000 
er year. 
a
p
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4.0  ENGINEERING AND OPERATION DESIGN  

The proposed project would consist of 8.5 miles of new conductor, structures, a new substation, 
and a new switching station.  The designed voltage of the proposed line is 161 kV for the entire 
roposed route.  This section describes the proposed structure and conductor design, capacity, and 
ssociated facilities. 
p
a
 

4.1  SIZE AND TYPE OF TRANSMISSION LINE AND STRUCTURES 

High voltage transmission line circuits generally consist of three phases, each at the end of a 
separate insulator, and physically supported by structures.  A phase consists of one or more 
conductors (single, double, or bundled).  A typical conductor is a cable consisting of aluminum 
wires stranded around a core of steel wires.  There may also be shield wires strung above the 
phases to prevent damage from potential lightning strikes.  The shield wire could also include a 
iber optic cable that allows for substation protection equipment to communicate with other 
erminals one the line.  Transmission structures and conductor details are summarized in Table 2. 
f
t
 

4.1.1  Conductors 
The three phases for this project would each consist of single 795 (Drake) aluminum conductor 
steel reinforced (ACSR).  The ACSR conductors are 795,000 circular mils or approximately 1.108 
inches in diameter and are compromised of seven steel wires in the center surrounded by 26 
luminum strands.  Ultimately, the proposed 161 kV transmission line would be a single‐circuit, 
hree‐phase, 60 Hz (hertz), alternating current line.  
a
t
 

4.1.2  Poles 
The transmission line would be supported by direct‐embedded, wooden structures, with brace 
posts for the majority of the route.  These tangent structures would be 65‐75 feet in height with 
foundations that are approximately 30 inches in diameter with a  350‐400 foot span between each 
structure.  At locations where large angles (turns) are necessary and at the ends of the route, poles 
ill be galvanized or weathered steel to support the transmission line.  These structures are 78 feet 
n height. 
w
i
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Table 2:  Transmission Line Structure Design 
 

Line 

Voltage 

(kV) 

Conductor 
Structure 

Type 
Pole Type  Foundation 

Foundation 

Diameter 

(inches) 

Average 

Height 

(feet) 

Average 

Span 

Length 

(feet) 

161 

Single‐

Circuit 

ACSR 795  
Single Pole 

Braced Post 

Self‐Supporting 

Steel (wooden or 

steel finish) 

Direct 

Embed 
30 

65‐75 

(wood) 

78 (steel) 

350‐400 

Source:  Application to the Public Utilities Commission for a Route Permit, EcoEnergy 161 kV Transmission Line Project.  July 
2009. 

4.2  ASSOCIATED FACILITIES 

he applicant is proposing to construct a new substation in Section 14 of Bristol Township and a T
new switching substation in Section 23 of Harmony Township.   
 
The proposed EcoHarmony West Collector Substation will be located in Bristol Township, 
Minnesota, and would occupy approximately three acres on land currently used for agricultural 
purposes.  The Applicant intends to purchase an overall parcel of six to eight acres to provide room 
or roadside ditch, driveway, storm water pond, and grading purposes.  The 161/34.5 kV substation 

V line.   
f
will be designed to accommodate the incoming 34.5 kV collector lines and the outgoing 161 k
 
The site for the EcoHarmony West Collector Substation was selected for its location near the 
geographic center of the project.  Preliminary micrositing of turbine locations and preliminary 
design of a collection system established a general area for locating the collection substation.  
Within the general area, the specific site was selected based on compatibility with the turbine and 
ollection system layout, proximity to the Fillmore CSAH 44 right‐of‐way, and the absence of a site c
view impact on area residences. 
 
The substation design will in ponents: clude the following com

 
 Circuit breakers; 

High voltage switches; 
 to  support  the  high  voltage  bus,  switches  and  other 

uipment; 
Steel  structures 

 eq
 

miscellaneous

 
Surge arresters; 
Ground grid; 

 ol cable Power and cont

 

r
 Control building 

 
Control panels 
DC battery system; 

 AC station power; 

 
 AC and DC station service panels; 

 
Communication panel; 
Crushed rock used as surfacing of the substation; 

 Fencing around the facility, to restrict public access 
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The proposed Switching Station would be located on a three acre parcel currently used for 
agricultural purposes along 331st street, southeast of Harmony, Minnesota.  The switching station 
will be designed in collaboration with ITC Midwest, the owner of the interconnect line.  The station 
will be designed to accommo V lines and will include the following design 
components: 

date the proposed 161 k

 161 kV high voltage bus 

 
 161 kV Circuit breakers 

161 kV High voltage switches 
 to  support  the  high  voltage  bus,  switches,  and  other 

 
Steel  structures 

ent
 

misc. equipm

 
Surge Arresters 
Ground grid 
Power an

 Control b
 d control cable 

 
uilding 

 
Control Panels 
DC battery system 

 AC station power 
 AC & DC station service panels 

 
 Communication panel 

Instrument transformers for protection and metering 
 s sControl house for the  ub tation control, relaying and communications 

equipment 
 and  electrical Concrete  foundation  to  support  the  control  house 

 
equipment 
Crushed rock used as surfacing of the switching station 

 Fencing around the entire facility to restrict public access 
 
The 161kV project transmission line will enter the switching station from the west while the 
existing ITC Midwest transmission line runs by the property in a north/south alignment.  The 
xisting transmission line will be rerouted into two separate breaker locations in the switching e
station. 
 
The Switching Substation location was selected due to its close proximity to the MISO interconnect 
line.  The MISO interconnect line is a 161 kV transmission line owned by ITC Midwest.  The 
EcoHarmony West project has queue position G746 for this interconnect and a System Impact 
tudy for the project is currently underway.  The Applicant has entered into a perpetual easement 
ith the private landowner for placement of the Switching Station on their property. 

S
w
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5.0  CONSTRUCTION 

Project construction would begin after the appropriate federal, state, and local permits and 
pprovals are issued.  The applicant will also need to acquire property rights‐of‐way, licenses,  a
complete soil investigations, and develop the final detailed design. 
 
A construction schedule will be developed and based on permit conditions, system loading issues,  
xisting transmission line outage restrictions, weather, road restrictions, mitigation or impact 
inimization, and availability of work force and materials.   

e
m
 

5.1  TRANSMISSION LINE 

Project construction will only commence after state and local approvals are obtained, property 
easements and route permits are acquired, soil conditions are established and final design is 
completed.  Construction will follow standard construction and mitigation practices.  These 
practices address staging, erecting transmission line structures and stringing transmission lines.  
Construction and mitigation practices to minimize impacts will be developed based on the 
roposed schedule for activities, permit requirements, prohibitions, maintenance guidelines, p
inspection procedures, terrain, and other practices and conditions. 
 
Typical construction equipment used on a project consists of tree removal equipment, mowers, 
cranes, backhoes, digger‐derrick line trucks, track‐mounted drill rigs, dump trucks, front end 
loaders, bucket trucks, bulldozers, flatbed tractor‐trailers, flatbed trucks, pickup trucks, concrete 
rucks and various trailers.  Many types of excavation equipment are set on wheel or track‐driven t
vehicles.  Poles are transported on tractor‐trailers. 
 
Efforts will be made to stage construction within the road ROW to the greatest extent possible.  A 
hree to five acre staging area will be required to store and handle materials.  The Applicant will t
obtain temporary construction easements, as necessary. 
 
After the construction contractor has mobilized his equipment and crews to the Project site, the 
poles are installed.  The installation begins by moving the poles by truck from the staging areas to 
the staked location and placing them within the roadway ROW until the structures are set.  
Typically, access to the transmission line route is made directly from the existing roads or trails that 
run parallel or perpendicular to the transmission line route.  Where the transmission line route 
does not parallel a road, access will be gained where the route crosses an existing road. Permission 
from the property owner is obtained prior to accessing the transmission line route.  Where 
necessary to accommodate the heavy equipment used in construction, including cranes, cement 
trucks and hole drilling equipment, existing access roads may be upgraded or new roads may be 
onstructed.  New access roads may also be constructed when no current access is available or the c
existing access is inadequate to cross roadway ditches. 
 
Most of the poles will be placed directly in the ground.  Holes are drilled one to two feet larger than 
the base of the pole, the pole is placed in the hole, and the hole is then filled with granular material.  
In some locations culverts may be used in the hole to provide adequate support for the pole.  Angle 
and dead end structures will be placed on concrete foundations.  In those cases, holes will be drilled 



PUC Docket Number IP‐6688/TL‐09‐601 
March 2

the diameter and depth of the foundation in preparation for the concrete, rebar and anchor bolts 
laced in the hole, and the hole filled with concrete.  The concrete foundations may vary in size 

010 

12 

p
depending on soil conditions and final design of the pole foundations. 
 
After the poles are set, the three conductors and shield wire are strung between the poles.  The wire 
is typically strung in approximately two mile sections.  The stringing equipment is set up within the 
permitted transmission line route.  Access to each structure is required to attach the conductors to 
he insulators and shield wire to the clamps.  Temporary guard structures are set at each road and t
other wire crossing to keep the wire off the crossing. 
 
The proposed route does not impact any known environmentally sensitive areas or wetland areas.  
All work will be performed in accordance with the permits issued for the work (see Section 4.8).  
The use of established construction practices and the provisions of the corresponding permits will 
protect the topsoil, help prevent soil erosion, and ensure that proper equipment fueling and 
lubricating methods are employed.  Construction crews will maintain sound soil conservation 
practices during construction and operation of the facilities to protect topsoil and any adjacent 
torm waterways, and to minimize soil erosion.  Crews will avoid major disturbance of drainage 
ystems during construction. 
s
s
 

5.2  SUBSTATION AND SWITCHING STATION 

EcoHarmony West Substation 
Substation components would be delivered to the site on a flat‐bed transport truck.  Oversize and 

ent.   overweight truck permits will be coordinated with the Fillmore County Highway Departm

Substation components would be stored onsite or on a temporary construction easement 
negotiated with private landowners.  The primary construction staging area would include a 6 to 8‐
acre parcel on the substation site and would not be included as part of the route permit.   

An access road will be developed from CSAH 15 into the proposed substation site.  The internal 
access roadway would be covered with recycled concrete aggregate or crushed stone during 
construction activities, as appropriate, to prevent rutting and off‐site tracking of soils by 
construction vehicles.  Significant clearing would not be required due to the agricultural type 
vegetation at the site and staging area.  Construction of the substation would likely require general 
site grading and backfilling.  Crushed stone for finish grading would be delivered to the site toward 
the end of the construction process. 

Switching Station 
The 161 kV switching station would require an area of approximately 3 acres and is proposed to be 
ocated adjacent 331st Avenue.  Construction of the switching station site would require general site 
rading and backfilling.  The appropriate soils will be brought in to build a stable site, as necessary. 
l
g
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5.3  CLEANUP AND RESTORATION 

Practices to mitigate potential construction impacts would follow permit requirements and be 
based on construction schedules, geology and topography, maintenance guidelines, inspection 
procedures, and presence of sensitive environments or species.   
 

During construction, crews will attempt to limit ground disturbance wherever possible.  However, 
areas are disturbed during the normal course of work, which can take several weeks in any one 
location.  When construction is completed, disturbed areas are restored to their original condition 
to the maximum extent practicable.  If damage has occurred to crops, fences, drain tiles, or the 
adjacent property, the Applicant will repair and/or fairly reimburse the landowner for the damages 
sustained.  The Applicant will engage an outside contractor to restore the damaged property to as 
near as possible to its original condition.  Portions of vegetation that are disturbed or removed 
during construction of transmission lines will naturally reestablish to pre‐disturbance conditions.  
Resilient species of common grasses and shrubs typically reestablish with few problems after 
disturbance.  Areas with significant soil compaction and disturbance from construction activities 
along the proposed transmission line route will require assistance in reestablishing the vegetation 
stratum and controlling soil erosion. 
 

Landowners would be contacted at the close of construction activities to determine whether 
damages due to transmission line construction have occurred.  Upon completion of construction 
cleanup and restoration of damaged areas, landowners would again be sent a final letter requesting 
otification of any outstanding construction damage that has not been remedied. n

  

5.4  MAINTENANCE PROCEDURES 

ransmission lines and substations are designed to operate for decades and require only moderate T
maintenance, particularly in the first few years of operation. 
 
Maintenance of the line will be performed by an experienced contractor under a long‐term service 
agreement including line inspection, equipment maintenance, and repairs.  Vegetation growth will 
e monitored approximately every 5 years.  If undesirable vegetation has become established that b
would affect the safe operation or maintenance of the line, the vegetation would be removed. 
 
Substations require a certain amount of maintenance to keep them functioning in accordance with 
accepted operating parameters and the NESC requirements.  Transformers, circuit breakers, 
batteries, protective relays, and other equipment need to be serviced periodically in accordance 
ith the manufacturer’s recommendation.  The site itself must be kept free of vegetation and w

drainage maintained. 
 
The substation and switching station will require a certain amount of maintenance to ensure 
proper operation in accordance with accepted operating parameters and the National Electric 
Safety Code Standards (NESC) requirements.  Transformers, circuit breakers, batteries, protective 
relays, and other  equipment would need to be serviced periodically in accordance with the 
anufacturer's recommendation.  The site itself would be kept free of vegetation and drainage m

maintained. 
 
he applicant indicates that the annual operating and maintenance expenses would be up to 
10,000 per year. 
T
$
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6.0  POTENTIAL IMPACTS AND MITIGATION MEASURES 

The construction of a transmission facility involves both short‐ and long‐term impacts.  An impact is 
a change to the pre‐construction environment as a direct or indirect result of the proposed action 
and may be positive or negative.  Direct impacts are caused by the action and occur at the same 
ime and place.  Indirect impacts are caused by the action and occur later in time or are farther t
removed in distance, but are still reasonably foreseeable. 
 
This section describes the potential impacts on social, economic, and natural resources and the 
ossible mitigation measures intended to minimize impacts caused by the construction and future 
peration and maintenance of the proposed transmission facility. 
p
o
 

6.1  ENVIRONMENTAL SETTING 

The transmission line and substations are proposed to be located in a rural location with farming, 
livestock grazing, and related agricultural operations dominating land use.  Agricultural fields, 
farmsteads, fallow fields, and large open vistas visually dominate the area surrounding the 
transmission line and the topography is relatively flat with gently rolling hills.  The landscape can 
be classified as rural open space where the visual resources of the area are neither unique to the 
region nor entirely natural.  Building sites in the vicinity of the Project are primarily residences and 
farm buildings (inhabited and uninhabited) surrounded by forested shelterbelts located along the 
ural county roads.  The majority of the proposed project would be located in primarily agricultural r
areas and along existing road rights‐of‐way. 
 
The proposed transmission line project is located within the Rochester Plateau Ecological 
Subsection in southeastern Minnesota.  This subsection consists of level to gently rolling older till 
plains.  Topography is controlled by underlying glacial till along the western edge of the subsection, 
where loess is several feet thick. As glacial drift thins to the east, topography is largely bedrock 
controlled.  The majority of this unit is heavily farmed. There are few lakes in this subsection. The 
drainage network is well developed and dendritic in nature.  Loess thickness is variable; loess 
deposits range from 30 feet thick on broad ridgetops, to less than a foot on valley walls. The 
predominant soils are Udalfs, with localized Aquents along the floodplains of major rivers. 
Cambrian siltstones, sandstones, and shales influence soil properties.  Annual normal precipitation 
ranges from 29 inches in the western portion to 34 inches in the southeast. Growing season 
recipitation ranges from roughly 11 to 16 inches and growing season length ranges from 136 to 
56 days.
p
1
 

1 

                                                             

 

1 Minnesota Department of Natural Resources, Division of Ecological Resources. Ecological Subsections. 2010. 
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6.2  SOCIOECONOMIC SETTING 

The Project is located entirely within Fillmore County in southeast Minnesota.  The 2000 U.S. 
Census reports that there were 21,122 people, 8,228 households, and 5,718 families residing in the 
county.  The population density was 24 people per square mile (9/km²).  There were 8,908 housing 
nits at an average density of 10 per square mile (4/km²).  The U.S. Census Bureau estimates that, u
by 2008, the population of Fillmore County had declined 1.3 percent to 20,850 (see Table 3.) 
 
The Census Bureau also reported the economic situation of Fillmore County: median income for a 
household was $36,651, and the median income for a family was $44,883.  The per capita income 
for the county was $17,067.  About 6.80 percent of families and 10.10 percent of the population 
were below the poverty level, including 14.40 percent of those under age 18 and 11.20 percent of 
those aged 65 or over.  The job activity associated with the project’s construction phase and the 
long‐term turbine land‐lease payments associated with the wind farm will have a positive impact 
on the local economy. 
 
Impacts 
Short‐term impacts to socioeconomic resources will be relatively minor.  The vast majority of the 
project area is comprised of agricultural lands.  Since the poles will be placed near the road right‐of‐
way or fence lines, virtually no land will be taken out of production as a result of the line.  
Landowner compensation will be established by an easement agreement, and the areas 
urrounding each pole may still be farmed.  Project construction will not cause additional impacts s
to any industries within the Project area. 
 
The proposed transmission line route does not pass in proximity to any existing population centers.  
lthough the line will run past existing homesteads, it will not significantly impact these A
homesteads.  The line will not prevent future development of parcels along the route. 
 
EcoEnergy estimates that at least 15 temporary jobs will be created during the construction phase. 
After construction, the wind farm will provide 8 to 12 permanent technical and professional jobs to 
operate the project.  Local contractors and suppliers will be used for portions of the construction.  
Total wages and salaries paid to contractors and workers in Fillmore County will contribute to the 
total personal income of the region.  Expenditures made for equipment, fuel, operating supplies, 
and other products and services benefit businesses in the county and the state.  Additional personal 
income will be generated for residents in the county and state by circulation and recirculation of 
ollars paid out by the Applicant for business expenditures and for state and local taxes.  All these d
payments diversify and strengthen the local economy. 
 
The development of wind energy has been found to be important in diversifying and strengthening 
the local economic base in other areas of the state.  Northwest Economic Associates prepared a 
report, “Assessing the Economic Development Impacts of Wind Power,” that included a case study 
of the Lake Benton I wind project in Lincoln County, Minnesota.  NEA found that wind development 
had positive ramifications on the local economy.  
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Mitigation 
Socioeconomic impacts associated with the Project will be primarily positive with an influx of 
wages and expenditures made at local businesses during Project construction and an increase in 
he county’s tax base from the construction and operation of the wind turbines.  No Mitigation are t
deemed necessary.   
 
The socioeconomic setting of the proposed project area was evaluated on a regional basis, 
comparing data for the area along the project route with average data for Fillmore County and the 
tate of Minnesota.  Data was compiled from the U.S. Census data.  Table 3 summarizes the 
ocioeconomic cha
s
s racteristics within the project area. 

Table 3:  Socioeconomic Characteristics within the Project Area 
 

 

Location 
Population 

2000 

Estimated 

Population 

2008 

(2007*) 

Change in 

Population  

Land 

Area 

(acres) 

Population 

Density 

(mile2) 

Per 

Capita 

Income 

Population 

Below 

Poverty 

Level 

Minnesota  4,919,479  5,220,393  6.1%  79,610  66  $23,198  7.9% 

Fillmore 

County 
21,122  20,850  ‐1.3%  861  24  $17,067  10.1% 

Bristol 

Township 
499  498*  ‐0.3%  36.0  13.8  $12,854  31.9% 

Harmony 

Township 
396  400*  1.0%  34.8  11.4  $14,531  14.1% 

N
S

 

otes:  Land Area, Population Density, Per Capita Income, and Population Below Poverty Level reported from 2000 data. 
ources:  U.S. Census Bureau (factfinder.census.gov). February 2010. 

6.3  HUMAN SETTLEMENT 

Settlements within the project area are primarily residences and farm structures with shelter belts 
common along the rural and county roads.  The applicant indicates that there are 12 residences 
within 1200 feet of the proposed route.  A route that would include alternative A would be located 
within 1200 feet of 13 residences.  A route that included Alternative B would be located within 
200 feet of 14 residences.  The main thoroughfares in the area of the project are CSAH 15, CSAH 
4, State Highway 139, 305th Avenue, Garden Rd. and 331st Avenue.     
1
4
 

6.3.1  Displacement 
The route would parallel and/or share existing road rights‐of‐way for the majority of the route.  
he applicant indicates in the route permit application that no displacement of residential homes or 
usiness is anticipated to occur as a result of this project. 
T
b
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6.3.2  Noise 
Noise can generally be described as an undesired sound and is measured in units of decibels (dB), 
or sound pressure level.  The sound pressure level for purposes of human hearing is measured with 
the A‐weighted decibel scale or dB(A).  On the decibel scale, a ± 1 dB increase is essentially 
imperceptible to most humans; a ± 3 dB increase in noise is the threshold of human perception; a ± 
5 dB increase is clearly noticeable; and a ± 10 dB i crease is perceived as a doubling in loudness.n 2  
Estimated decibel levels of common noise sources are provided in Table 4. 

 
Table 4:  Estimated Decibel Levels of Common Noise Sources 

 
Noise Source  Sound Pressure Level (dBA) 

Jet Engine (at 25 meters)  140 

Jet Aircraft (at 100 meters)  130 

Rock and Roll Concert  120 

Pneumatic Chipper  110 

Jointer/Planer  100 

Chainsaw  90 

Heavy Truck Traffic  80 

Business Office  70 

Conversational Speech  60 

Library  50 

Bedroom  40 

Secluded Woods  30 

Whisper  20 
Source:  Minnesota Pollution Control Agency. A Guide to Noise Control in Minnesota, Acoustical Properties, Measurement, 
Analysis and Regulation. 2008. 

 
The Minnesota Pollution Control Agency (MPCA) has established regulatory standards for 
allowable noise levels in Minnesota, defined in Minnesota Rules 7030.0050.  These regulatory 
standards are based on land use classifications, grouped according to noise sensitivity, or Noise 
Area Classifications.  The most sensitive group of receptors is applicable to residences, hospitals, 
churches and campgrounds.  These standards also vary between daytime and nighttime allowable 
limits.  Table 5 summarizes the MPCA’s noise standards grouped by Noise Area Classifications.  The 
tandards are expressed in terms of  L10 (the dB(A) that may be exceeded 10 percent of the time 
ithin one hour) and L50 (the dB(A) that may be exceeded 50 percent of the time within one hour).   

s
w
 
 
 
 
 
 
                                                             

 

2 Minnesota Pollution Control Agency. A Guide to Noise Control in Minnesota, Acoustical Properties, Measurement, Analysis 
and Regulation. 2008. 
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Table 5:  Noise Area Classifications (Minnesota Rule 7030.0040) 
 

Daytime (7:00 am – 10:00 pm)  Nighttime (10:00 pm – 7:00 am) 

Noise Area Classification  L
50
  L

10
  L

50
  L

10
 

1  60  65  50  55 

2  65  70  65  70 

3  75  80  75  80 
Source:  Minnesota Pollution Control Agency. A Guide to Noise Control in Minnesota, Acoustical Properties, Measurement, 
Analysis and Regulation. 2008. 
 
Potential noise associated with the proposed project includes sources associated with initial 
construction and long‐term operation of the proposed project.  Impacts from general construction 
noise are expected to occur during daytime hours as the result of heavy equipment operation and 
increased vehicle traffic associated with the transport of construction personnel to and from the 
ork area.  Short‐term exceedance of daytime noise standards would be intermittent and w

temporary in nature. 
 
Long‐term operational noise would be associated with the insulators, transmission conductor 
hardware, and transformers at the substations.  The level of noise is dependent upon the conductor 
conditions, voltage levels and weather conditions.  Conductors and transformers may create subtle 
crackling noise due to the electric ionization of moist air near the wires when it is rainy, damp, or 
foggy (corona discharge, see also Sections 6.9 and 6.13).  During dry weather, noise from electrical 
transmission facilities is typically inaudible.  The applicant indicates the noise levels directly 
djacent to 161 kV transmission lines and substation transformers would generally be below the 20 a
to 30 dBA level. 
 
The Project is located in a rural, predominantly agricultural area.  Sources of background noise 
audible to rural residents and visitors to the area include wind, agricultural activity, recreation 
(primarily hunting), and vehicles.  General noise level data from the USEPA and National Transit 
Institute were used to provide a typical sound level range for rural residential and agricultural 
cropland uses.  Typical baseline average day‐night sound levels measured in A‐weighted decibels 
[dB(A)] near the Project likely range from approximately 38 dB(A) to 48 dB(A) (USEPA 1978).  
These are relatively low background levels and are generally representative of the site.  Higher 
evels exist near roads and other areas of human activity.  The windy conditions in this region may 
levate ambient noise levels relative to rural areas with less wind. 
l
e
 
Mitigation 

As indicated by the applicant, the transmission line project and the associated facilities would be 
designed and constructed to comply with state noise standards and would be a condition of the 
route permit.  No mitigation is necessary, since there will be only minimal short‐term noise impacts 
resulting from the proposed project. 
 

6.3.3  Aesthetics ‐ Visual Impacts 
Aesthetics refer to the natural and human modified landscape features or visual resources that 
contribute to the public’s experience and appreciation of the environment.  Wetlands, surface 
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waters, landforms, forests and vegetation patterns are among the natural landscape features that 
define an area’s visual character, whereas buildings, roads, bridges and other structures reflect 
human modifications to the landscape.  The level of impact to visual resources generally depends 
on the sensitivity and exposure of a particular viewer and can vary greatly from one individual to 
he next.  It is, therefore, difficult to predict whether a transmission line project would or would not 

10 
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Impacts 
Construction of the transmission line and substation will create a visual impact.  The line will 
consist of a series of single pole structures to support three electric cables.  The poles will be 
located within approximately three to five feet of the road right‐of‐way along CSAH 44 and 120th 
Street.  Both the CSAH 44 and 120th Street rights‐of‐way do contain existing overhead electric lines 
on one side of the roads.  This project will result in an additional line of poles and overhead cable 
along the roads.  In addition, the proposed route does include three segments that are not along a 
road but cross agricultural land.  In these segments, the pole line will be placed in private easement 
along property lines.  The longest of these segments is approximately one mile in length, running 
between CSAH 44 and 120th Street. A large portion of this mile includes mature trees on the 
property line, therefore the trees will mask the pole line to decrease its overall visibility on the 
landscape.  The substation sites will cover approximately five to seven acres each.  The sites will be 
graded relatively flat.  The final Facility will include a chain link fence around the site perimeter for 
safety.  The equipment inside the fence will be similar to other electrical substations. 

t
alter the perceived visual character of the environment and constitute a negative visual impact. 
 
The proposed project area lies in a rural location with farming and related agricultural operations 
dominating  the  land use.   Agricultural  fields,  farmsteads,  pastures,  and  large open vistas  visually 
ominate the area surrounding the proposed project.   The topography is relatively flat with some d
gently rolling hills. 
 
EcoEnergy gave consideration to aesthetic impacts in the initial planning for both the transmission 
line route and substation sites.  The transmission line route follows existing roadway rights‐of‐way.  
People are accustomed to seeing utility poles along the road and accept them as part of the roadway 
ight‐of‐way.  In addition, EcoEnergy is pursuing private property easement for the route and r
thereby informing adjacent landowners of the aesthetic impact in the process.   
 
There are twelve occupied residences that are within 1200 feet of the preferred route.  Not all of 
these residents will have structures on their property.  All residences where the preferred 
transmission line location will pass between the house and the roadway have been contacted about 
private easement for the project.  EcoEnergy anticipates that it will enter into an easement 
agreement with each of these homeowners.  For the most part, existing electrical distribution lines 
run along the proposed route such that residents are already familiar with overhead utility lines.   
 
The Collector Substation was selected in part because the site is effectively screened from the view 
of the nearest homesteads.  The easement agreement for the Switching Substation includes a 
provision for vegetative screening at the facility if desired by the landowner.  These considerations 
will be carried through to the final planning and design of the transmission line project to help 
minimize overall aesthetic impacts.  The nearest residence to each substation site is at least one 
quarter mile from the site.   
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Mitigation 
The primary mitigative measure for the transmission line is to construct the pole line within or 
adjacent to existing roadway rights‐of‐way.  Roadway rights‐of‐way often host overhead electric 
ines and the public is used to seeing these lines along roads.  Siting the line along the road rights‐l
of‐way instead of across open land results in a much less noticeable visual impact. 
 
Where the line must pass existing homesteads, EcoEnergy has stated that they are committed to 
working with the homeowners to site poles in a manner to avoid major visual impact on the 
roperty.  If a homeowner objects to the line, the applicant has stated it will make every effort to p
locate the line on the opposite side of the road. 
 
The one mile stretch of transmission line to be constructed across county will be located as close as 
ossible to the existing property line and existing trees and wooded area.   The line will not “cut‐p
through” a wooded area so only a minimum of trees will be removed as a result of the project. 
 
The substation sites were chosen in part based on visual impact to nearby residences.  The nearest 
residence for each substation location is at least one quarter mile from the site.  In addition, mature 
rees around the homesteads generally provide a vegetative screening between the house and the 
ubstation sites.  
t
s
 

6.4  PUBLIC HEALTH AND SAFETY 

The Applicant will ensure that proper safeguards will be implemented for construction and 
operation of the facility. The Proposed Project must conform to all applicable local, state, and NESC 
standards regarding clearance to the ground, clearance to crossing utilities, clearance to buildings, 
strength of materials, and right‐of‐way widths as required under the conditions of the State Route 
Permit.  The proposed transmission line will be designed to meet or surpass all relevant local and 
state codes and North American Electric Reliability Council (NERC) standards. Appropriate 
standards will be met for construction and installation, and all applicable safety procedures will be 
ollowed during and after installation. This will include clear signage during all construction f
activities. 
 
The proposed transmission line will be equipped with protective devices to safeguard the public if 
an accident was to occur and a structure or conductor on the transmission line was to fall to the 
ground. The protective devices are breakers and relays located where the line connects to the 
substation. This equipment will de‐energize the transmission line should an event such as this 
occur. 
 
Airport Safety.  The nearest public airport is the Fillmore County Airport in Section 32 of Fountain 
Township (T‐103‐N, R‐11–W).  This airport is about four miles east of Preston and about four miles 
from the northwesterly boundary of the wind project and almost ten miles from the Collector 
Substation on the west end of the proposed transmission line.  No impacts to the operation of the 
airport are anticipated from the transmission line at these distances.  Nonetheless, EcoEnergy will 
contact the Federal Aviation Administration (FAA) and file a Notice of Proposed Construction or 
Alteration (FAA Form 7460‐1) with the FAA if necessary.   
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6.4.1  Electric and Magnetic Fields 
Electric and magnetic fields arise from the voltage and the flow of electricity (current) through a 
conductor.  The intensity of the electric field is related to the voltage of the line and the intensity of 
the magnetic field is related to the electric current.  The electric field associated with high voltage 
transmission lines “extend” from the energized conductors to other nearby objects whereas the 
magnetic field “surrounds” the conductor.  Together, these fields are generally referred to electric 
nd magnetic fields or EMF.  A summary of electric and magnetic properties is summarized in Table a
6.   
 
This section of the EA specifically addresses electric and magnetic fields produced through 
transmission of electric power at 60 Hz (cycles per second), also referred to as power frequency 
EMF.  Transmission lines, household appliances and electric equipment, lighting and wiring all 
create electric and magnetic fields.   

Table 6:  Summary of Electric and Magnetic Field Properties 
 

 

Electric Fields  Magnetic Fields 

Electric fields arise from voltage.  Magnetic fields arise from current flows. 

Their strength is measured in volts per meter 
(V/m). 

Their strength (magnetic flux density) is measured in 
milligauss (mG) or microtesla (µT). 

An electric field can be present even when a device 
is switched off. 

Magnetic fields exist as soon as a device is switched on and 
current flows. 

Field strength decreases with distance from the 
source. 

Field strength decreases with distance from the source. 

Most building materials shield electric fields to 
some extent. 

Magnetic fields are not attenuated by most materials. 

S
1
ource:  World Health Organization. “What are Electromagnetic Fields?”, Health and Environment Briefing Pamphlet, Series 32 
999. 

 
Electric Fields 
Electrical fields are created by voltage.  Voltage can be described as the potential difference 
between two points and will always try to drive an electric current.  The voltage on any conductor 
produces an electric field that extends from the wire in all directions.  The intensity of electric fields 
is associated with the voltage of the transmission line and is measured in kilovolts per meter 
(kV/m).  Some typical electric field strengths measured near common household appliances are 
presented in Table 7. 
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Table 7:  Typical Electric Fields (kV/m) from Common Home and Business Appliances 
 

Source 
Electric Field Strength 

(at a distance of 30 cm) 

Iron  0.12 

Refrigerator  0.12 

Toaster  0.08 

Coffee machine  0.06 

Vacuum cleaner  0.05 

Source:  Source:  World Health Organization, “What are Electromagnetic Fields?”  Health and Environment Briefing Pamphlet, 
Series 32. 1999. 

 
Transmission line electric field levels are typically greatest near the center of the line right‐of‐way 
with levels decreasing as one moves away from the central alignment.  The electric field associated 
with a high voltage transmission line may extend from the energized conductors to other nearby 
objects such as the ground, towers, vegetation, buildings, and vehicles.  These objects are commonly 
referred to as “screeners”.  The screening effect associated with these and other objects reduce the 
strength of transmission line electric fields. 

 
Electrical fields at maximum conductor voltage for the proposed project as provided by the 
applicant are presented in Table 8.  Maximum con uctor voltage is defined as the nominal voltage 
plus 5 pe

d
rcent, or 121 kV.   

 
Table 8:  Calculated Electric Fields (kV/m) fo  Line r Proposed 161 kV Transmission

 
Distance to Prop ed C erlos ent ine 

Type  Voltage 
300’  200’  100’  50’  0’  50’  100’  200’  300’ 

Single Circuit 161 kV  169 kV  0.01  0.02  0.09  0.28 0.71 0.29  0.09  0.02  0.01 

*Source: Application for Rochester Northwest 161 kV Transmission Line and Westside Substation, at page 5‐6, Dec. 14, 
2007, PUC Docket No. E299/TL‐07‐1366. 

The intensity of electric fields is associated with the voltage of the transmission line and is 
measured in kilovolts per meter (kV/M). Transmission line electric fields near ground are 
designated by the difference in voltage between two points (usually 1 meter).  For a 161 kV line, the 
maximum electric field, right under the line, is on the order of less than 1 kV/m.  For this project, 
the applicant has stated that the proposed single circuit 161 kV transmission line would have a 
maximum electric field of approximately 0.71 kV/m, directly beneath the braced posts, one meter 
above the ground.  This is significantly less than the maximum limit of 8 kV/m which has been a 
permit condition imposed by the PUC in other High Voltage Transmission Line (HVTL) applications. 
he permit standard was designed to prevent serious hazard from shocks when touching large 
bjects parked under extra HVTL of 345 kV or greater. 
T
o
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Magnetic Fields 
Electric current passing through a conductor produces a magnetic field in the area surrounding the 
wire.  Similar to electric fields, magnetic fields are strongest near the conductor and diminish with 
distance.  Magnetic fields, however, are not shielded by most common materials and easily pass 
hrough them.  The magnetic field may also be called magnetic flux density and is measured in units t
of milligauss or microtesla. 
 
The estimated magnetic fields based on the proposed line and structure designs as provided by the 
applicant are presented in Table 9.  The expected magnetic fields for the structure type and voltage 
have been calculated at various distances from the centerline. 

 
Table 9:  Calculated Magnetic  161 kV Transmission Line  Flux Density (mG) for Proposed

 
D ce  ne istan to Proposed Centerli

Type  Condition 
‐ ’ 300 ‐200’ ‐ ’ 100 ‐50’ 0’  50’  1  00’ 200’ 300’

Single Circuit 161 kV  Peak  0.5  1.00  3.4  9.2  22.3  11  4.1  1.1  0.5 

*Source: Application for Rochester Northwest 161 kV Transmission Line and Westside Substation, at page 5‐8, Dec. 14, 
2007, PUC Docket No. E299/TL‐07‐1366. 

Magnetic fields are not singularly associated with transmission lines.  People are exposed to varying 
magnetic fields to a greater or lesser extent throughout each day whether at home or in schools and 
offices.  A U.S. government study conducted by the EMF Research and Public Information 
Dissemination Program determined that most people in the United States on average are exposed 
to magnetic fields of 2 mG or less daily, and varies by individual.3  Median magnetic field readings 
for a select numb le 10. er of common home and business appliances are presented in Tab

Table 10: Typical Magnetic Fields (mG) from Common Appliances 
 

 
Distance from Source 

Source 
0.5 foot  1 foot  2 feet  4 feet 

Baby Monitor  6  1  ‐  ‐ 

Computer Displays  14  5  2  ‐ 

Fluorescent Lights  40  6  2  ‐ 

Copy Machines  90  20  7  1 

Microwave Ovens  200  4  10  2 

Electric Pencil Sharpeners  200  70  20  2 

Vacuum Cleaner  300  60  10  1 

Can Opener  600  150  20  2 

Color Televisions  NA  7  2  ‐ 

                                                             

 

3 The National Institute of Environmental Health Science. Electric and Magnetic Fields Associated with the Use of Electric Power. 
June 2002 34‐36. 



PUC Docket Number IP‐6688/TL‐09‐601 
March 2010 

24 

There are currently no state or federal exposure standards for magnetic fields.  Florida and New 
York are the only two states in the country that have set standards for magnetic field exposure (150 
G limit in Florida and 200 mG limit in New York).  These exposure limits were not based on 

 
m
scientific analysis, but in response to maintaining transmission systems within historic levels.
 
The International Commission on Non‐Ionizing Radiation Protection (ICNIRP) has developed 
occupational and residential guidelines for EMF exposure (see Table 11 below).  They have also 
oncluded that available data regarding potential long‐term effects, such as increased risk of cancer, c
is insufficient to provide a basis for setting exposure restrictions. 
 
The median estimated magnetic field generated by this project is 22.3 mG which is significantly less 
than the 833 mG ICNIRP developed guidelines for the general public. 

Table 11:  Voluntary Exposure Guidelines for EMF ICNIRP Guidelines for 60 Hz EMF Exposure 
 

 

Exposure  Electric Field (kV/m)  Magnetic Field (mG) 

Occupational  8.3  4,200 

General Public  4.2  833 

T
J
he National Institute of Environmental Health Science. Electric and Magnetic Fields Associated with the Use of Electric Power. 
une 2002: 34‐36. 
 
Mitigation 

Research on the effects of electric and magnetic fields to human health have been studied and 
debated since the 1970’s.  Conclusions have ranged from no significant association between 
exposure to EMF and health effects to a weak association between the two.  A number of state, 
national and international health agencies (The Minnesota Department of Health, The World Health 
Organization, The National Institute of Environmental Health Sciences) have generally concluded in 
their research that there is insufficient evidence to prove a connection between EMF exposure and 
health effects.  Research has not been able to establish a cause and effect relationship between 
xposure to magnetic fields and human disease, nor a plausible biological mechanism by which 

use disease. 
e
exposure to EMF could ca
 
In Fact Sheet, WHO/322, Electromagnetic Fields and Public Health: Exposure to Extremely Low 
Frequency Fields, June 2007, The World Health Organization provided an update.  In its report, after 
reviewing recent studies that note a weak statistical link between exposure to EMF and incidence of 
childhood leukemia and studies finding statistical associations through regression analysis, The 
World Health Organization concludes that laboratory evidence does not support these findings and 
that a similar link has not been noted with other types of cancer: 

 
… epidemiological evidence is weakened by methodological problems, such as 
potential selection bias. In addition, there are no accepted biophysical mechanisms 
that would suggest that lowlevel exposures are involved in cancer development. … 
Additionally, animal studies have been largely negative. Thus, on balance, the evidence 
related to childhood leukaemia is not strong enough to be considered causal. … 
Regarding longterm effects, given the weakness of the evidence for a link between 
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exposure to ELF [extremely low frequency] magnetic fields and childhood leukaemia, 
the benefits of exposure reduction on health are unclear. 

 
Although scientists are still debating whether EMF is a hazard to health, at the current time 
n the United States there are no federal standards for occupational or residential exposure i
to EMF. 
 
The following resource provides additional information regarding electric and magnetic fields:  
Electric and Magnetic Fields Associated with the Use of Electric Power, The National Institute of 
nvironmental Health Sciences, June 2002, and can be found on the internet at: E
http://www.niehs.nih.gov/health/topics/agents/emf/docs/emf2002.pdf. 
 
To assist the public in understanding this issue, the applicant will provide information to the public, 
interested customers and employees.  The information generally references studies and provide 
ata to help explain the relative impact of transmission line exposure to other common EMF 
xposures, and allow individuals to make informed decisions regarding EMF.   
d
e
 

6.4.2  Pacemakers 
Research has established that EMF can potentially interfere with cardiac pacemakers and 
implantable cardioverter defibrillators under certain circumstances.  Electric and magnetic fields 
may interfere with an implanted cardiac device’s ability to sense normal electrical activity in the 
heart if the electric field intensity is high enough to induce body currents strong enough to cause 
interaction.  Modern bipolar devices are much less susceptible to interactions with electric fields.  
Medtronic and Guidant, manufacturers of pacemakers and implantable cardioverter defibrillators, 
have indicated that electric fields below 6 kV/m are unlikely to cause interactions affecting 
operation of most of their devices.  Older unipolar designs are more susceptible to interference 
rom electric fields with research suggesting that the earliest evidence of interference occurred in 
lectric fields ranging from 1.2 to 1.7 kV/m. 
f
e
 
Mitigation 

The estimated electric fields for this project (Table 8) are below levels at which modern bipolar and 
older unipolar devices are susceptible to interaction.  In the unlikely event a pacemaker is 
impacted, the effect is typically a temporary asynchronous pacing (commonly referred to as 
reversion mode or fixed rate pacing).  The pacemaker would return to its normal operation when 
the person moves away from the source of the interference.  Individuals using such devices should 
consult with their doctor regarding recommended precautions or avoidance.  The interference of a 
cardiac pacemaker implant by high voltage transmission line electric and magnetic fields cannot be 
excluded, but the risk of the interference inhibition in everyday life is small. 
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6.4.3  Stray Voltage 
Electrical supply systems delivering power to farms, homes, and businesses are grounded to the 
earth to make them safe and to ensure their reliability.  Grounding of these electrical supply 
systems results in a small amount of current moving through the earth.  A small voltage called 
neutral‐to‐earth voltage may develop at each point where the electrical system is grounded.  When 
neutral‐to‐earth voltage is found near animal contact points at levels considered to have potential 
impact on animals, it is often called stray voltage.  Stray voltage is the difference in voltage 
easured between two points contacted simultaneously by a person or animal (typically less than m

10 volts).  
 
Stray voltage arises from poor electrical connections, deteriorated insulation, or faulty equipment.  
Some sources of stray voltage are cathodic protection systems, telephone systems, and direct 
current power lines.  Stray voltage has been raised as a concern on some dairy farms because of the 
otential for dairy cows to come into contact with two points and provide a conducting path for 
urrent to flow, thereby impacting operations and milk production. 
p
c
 
Mitigation 

In instances when transmission lines have been shown to contribute to stray voltage, the electric 
distribution system directly serving the farm/structure was directly under and/or parallel to the 
transmission line.  These circumstances are considered when installing transmission lines and can 
be readily mitigated.  Appropriate measures will be taken during transmission line detailed design 
and construction to prevent the potential for any stray voltage problems for this project.  The 
pplicant would be required to address and rectify any stray voltage problems that arise during 
ransmission line operation as a condition of the route permit. 
a
t
 

6.5  RECREATION 

The proposed transmission line will cross the Bluff Valley Snowmobile Trail at 120th Street.  The 
Bluff Valley Trail is maintained as a DNR “Grant in Aid” trail by the Bluff Valley Riders Snowmobile 
Club of Fillmore County.  As indicated in Figure 5, a short segment (less than a ¼ mile) of the 
transmission line would parallel the trail.  However, at this segment, the transmission line and trail 
are on different properties separated by an existing fenceline.  Therefore, the transmission line and 
trail will be on opposite sides of the fence line with no direct conflict.  As indicated in Figure 5, the 
ransmission line turns a corner near the trail; a line pole will be located at this corner and away t
from the trail.  The transmission line will span over the trail itself, without any direct conflict.  
 
Proposed Alternate Routes A and B would also cross the Bluff Valley Trail, but at a different location 
(CSAH 44, east of 305th Avenue.), and would parallel the trail for approximately one‐half mile.  
epending on landowner, or road authority agreements, the transmission line may be able to be D

sited on the opposite side of CSAH 44 to avoid conflicts. 
 
There are no state or national forests, parks, or wilderness areas; national wildlife refuges; federal 
waterfowl production areas; state trails, scientific and natural areas, wildlife management areas, 
water access points; or county parks present within the proposed project area. 
Impacts 
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The proposed and alternate transmission line routes will span the snowmobile trail at trail 
crossings.  In the area where the proposed route parallels the trail, the line would be located on the 
opposite side of a fence‐ and property line.  In the area where Alternate Routes A and B parallel the 
trail, the line could be located on the opposite side of CSAH 44  No impacts to the trail or any other 
recreational resources are anticipated. 
 
Mitigation 
o mitigative measures are anticipated since there are no recreational resources impacted within 
he project area. 
N
t
 

6.6  TRANSPORTATION AND PUBLIC SERVICES 

Impacts to transportation would be localized and short term during the construction phase of the 
project.  Once constructed and operational, the proposed project will not impact public services 
rovided by local municipal governments, including police and fire and emergency protection, p
water and sewer utilities, or private wells and septic systems.  
 
As part of the project planning process, the applicant met with local, state, and federal agencies in 
regard to potential impacts the project may have on local services.  It is expected that impacts to 
public services and infrastruc d state agencies.  Anticipated 
issues include: 

ture will be mostly related to local an

 impacts to existing road right‐of‐way 

 truction 
 impacts to existing storm water culverts 

ncy vehicles during cons
 c lines or other utilities 

impacts to the operation of emerge
otential impacts to existing electrip

 other impacts as may be identified 
  

The potential impacts to public services and infrastructure will be considered for both the 
construction phase and operational phase of the project.   
 
Impacts 
Construction Traffic (Physical): The construction phase of the proposed route would impact CSAH 
44, 305th Avenue and 120th Street.  The construction phase of Alternate Route A would impact CSAH 
44, Garden Road, and 331st Avenue.  The construction phase of Alternate Route B would impact 
CSAH 44, State Highway 139, and 120th Street.  The primary impact will be construction related 
vehicles along and within the road rights‐of‐way.   
 
Construction Traffic (Logistical): The construction phase of the project could also impact the 
movement and dispatch of emergency vehicles, postal carriers, and school bus routes as large 
equipment and vehicles maneuver through the area.  The transmission line will be constructed in 
conjunction with the w nd farm such that construction traffic management will be part of the 
overall Traffic Control  lan for the wind farm. 

i
P
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Rightsofway Impacts 
The applicant has coordinated with county and townships on approval procedures for sharing of 
rights‐of‐way.  MnDOT has indicated there may be future expansion plans for State Highway 139, 
although no programmed plans exist for the next three years. 
 
Electric Lines and Other Utilities:  Road rights‐of‐way in the are include existing overhead electric 
lines and existing buried utility lines such as telephone and gas lines.  During the design phase of 
the project, the exact location of these existing utilities will be determined so that the new poles will 
avoid any conflict.  If the transmission line construction is in close proximity to any other utility, the 
construction will be closely coordinated with the owner of that utility. 
 
Mitigation 
Construction Traffic (Physical): EcoEnergy has met with the Fillmore County Engineer and the 
Harmony Township road authorities to initiate discussion of the project’s impact on their roads.  
coEnergy will develop a formal Transportation Plan for the overall wind farm and transmission E
line projects.  
 
This Transportation Plan will be reviewed with County, Township, and State road officials and 
revised as necessary in response to any comments that are received that will address the 
transmission line and substation construction.    
 
Construction Traffic (Logistical): EcoEnergy will coordinate closely with the owners and users of 
local roads to minimize the impact on the roadway network during the project’s construction.  
Construction project managers will notify appropriate officials prior to the arrival of oversize loads 
and prior to expected road delays that may affect select routes.  Upon completion of the 
construction, the project will not present any additional or unusual safety concerns related to 
traffic. 
 
Stormwater and Drainage: During final design of the transmission line, local and regional storm 
water drainage ways and culverts will be identified.  These features will be reviewed and analyzed 
to ensure the transmission poles do not impact existing drainage ways or culverts. 
 
Existing Utilities:  The transmission line will be located in private easement for much of its length.  
Locating in private easement will avoid conflict with utilities located in the road right‐of‐way.  
Where conflicts are identified, close coordination with the owners of impacted utilities will ensure 
that there is little disruption of service for these utilities. 
 
Traffic:  The construction phase of the project will bring construction vehicles into the road rights‐
of‐way.  Safety concerns attributable to construction traffic will be managed by a construction 
management staff on‐site.  All material deliveries and equipment movements will be made on 
designated routes.  Appropriate local road authorities will be advised of traffic related issues in 
accordance with the project Transportation Plan.  EcoEnergy will implement a plan to stress safety 
and caution with the drivers of these vehicles.  These trucks will be sharing the local roads with the 
general public, and most importantly, with school buses and young drivers.  Management staff will 
continuously reinforce the need for driver safety to the truck operators for the duration of the 
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RightsofWay 
The applicant will continue to work with township, county, and state road authorities where 
transmission line right‐of‐way sharing is appropriate.  Specific information and timelines will be 
coordinated as final designs are being developed.  Necessary permits are listed in Section 8.0 of this 
document. 

6.7  LAND‐BASED ECONOMIES 

Agriculture 
his project  is  located  in  rural Fillmore County.   The vast majority of  the project area  comprises 
gricultural land.   
T
a
 
Impacts 
The general topography of the proposed transmission line route and substation sites consists of flat 
arm lands, with gentle rolling hills.  The route is proposed mainly along existing road right‐of‐way 

w t
f
and  ill no  include any grading work or disturbing of existing soils.   
 
The  poles  for  the  transmission  line  located  in  private  easement  will  be  sited  on  agricultural 
production land.  However, since the poles will be located close to the road right‐of‐way or property 
lines,  they will have  little  impact on  farming operations.   During design of  the  line, owners of  the 
and  will  be  consulted  to  absolutely  minimize  the  impact  of  pole  placement  on  their  farming l
operation. 
 
The substation sites will require minor grading work to flatten the sites.  The scale of these sites is 
rom six to eight acres such that the grading work will not significantly alter the local topography.  
he substation sites will remove small parcels of agricultural land out of production. 
f
T
 
Mitigation 
The  easement  agreements  provide  just  compensation  to  the  landowners  for  the  disruption 
associated with  the  construction  phase  of  the  project  and  the  impact  of  poles  on  their  property.  
andowners will be consulted during project design to ensure minimal impact of pole placement on L
their properties. 
 
he  substation  sites  were  acquired  from  the  landowners.    The  sites  were  selected  in  part  to 
inimize the loss of superior farm land. 

T
m
 
Forestry 
There are no state forests, federal forests, or commercial forest resources located along the 
proposed transmission line route or at the proposed substation and switching sites. 
 
Tourism 
The proposed and alternate transmission line routes, the substation and switching station sites are 
not located near nor associated with any known tourist attractions or community resources. 
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Impacts 
here are no expected impacts to local tourism or community resources. T
 
Mitigation 
No mitigation is necessary.  Community benefits related to the project are predominantly economic 
benefits from jobs and revenues paid to project landowners  
 
Mining 
There are no mining operations or identified mineral resources located along the proposed or 
alternate routes or at the substation sites.   
 

6.8  ARCHAEOLOGICAL AND HISTORIC FEATURES 

Archaeological and historic features represent aspects of the environment that relate to culture, 
society, and institutions that bond communities and link them to their environmental and social 
surroundings.  Cultural resources may include but are not limited to prehistoric and historic 
archaeological sites, buildings, structures, objects, districts, natural features, and biota; all of which 
ay be deemed significant to a culture or community for scientific, social, traditional, religious, or m

other reasons. 
 
The applicant hired a consulting firm to conduct a cultural resources assessment of the project 
area., and prepare a report to include cultural and archaeological resources.  This report was 
prepared in August 2009, and submitted to the Minnesota State Historic Preservation Office (SHPO) 
and the Office of the State Archaeologist (OSA).   

 
Impacts 
Based on the results of the Cultural Resource Assessment report, the transmission line and 
substation areas do not contain any known cultural or archaeological resources. 
 
Mitigation  
Upon final design of the transmission line, the applicant will perform a Phase 1 Archaeological 
eview to ensure that the construction does not compromise any known or unknown cultural or R
archaeological resources. 
 
If archaeological sites are found during the Phase I survey or during construction, their integrity 
and significance will be addressed in terms of the site’s potential eligibility for designation on the 
National Register of Historic Places (NRHP).  If such sites are found to be eligible for the NRHP, 
appropriate mitigative measures will need to be developed in consultation with Minnesota SHPO 
nd the State Archaeologist. These requirements would be carried over as a condition of the route 
ermit if granted by the Commission. 
a
p
 

6.9  AIR QUALITY RESOURCES 

There are minimal air quality impacts associated with transmission line construction and 
operation.  The only potentially direct air quality issue associated with transmission lines is the 
production of ozone and nitrogen oxides resulting from the corona effect.  The corona effect is the 
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ionization of air in the electric field at the surface of a transmission line and may be a contributing 
source of audible noise, electromagnetic radiation, and chemical reactions.  In this case, the 
chemical reactions that take place when corona is present result in minute amounts of ozone and 
itrogen oxides being produced.  Ozone comprises approximately 90 percent of the oxidants 
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n
produced, with the remaining 10 percent composed principally of nitrogen oxides.   
 
Corona is an undesirable occurrence for electric transmission line facilities, as it is oftentimes 
caused by imperfect conductor support hardware and/or faulty insulators or cracks and 
separations in the line.  The corona effect is cumulative, in that its presence contributes to increased 
eterioration of the transmission facility components and could reduce electric transmission d
reliability if left unchecked. 
 
The Clean Air Act, National Ambient Air Quality Primary Standard for ozone in an area is 0.075 
parts per million (ppm).  Studies designed to monitor the production of ozone under transmission 
lines have essentially been unable to detect a significant increase in ozone from a 115 kV 
transmission line.  Calculations referenced from the Bonneville Power Administration (BPA), 
Corona and Field Effects Program Ver. 3 (U.S. Department of Energy, BPA, Undated) for a standard 
single circuit 115 kV transmission line project predicted the maximum ozone concentration of 
0.008 ppm near the conductor and 0.003 ppm at one meter above ground during foul weather or 
worst case conditions.  During a mist (rain at 0.01 inch per hour) the maximum concentrations 
decreased to 0.0003 ppm near the conductor and 0.0001 ppm at one meter above ground level.  In 
oth instances the detectable ozone levels were well below Environmental Protection Agency 

ject. 
b
standards.  Given this, there are no anticipated impacts relating to ozone for the proposed pro
 
During project construction there will be emissions and fugitive dust from vehicles and other 
construction related equipment.  The magnitude of the construction emissions is influenced heavily 
by weather conditions and the specific construction activity occurring.  Adverse impacts to the 
urrounding environment would be minimal due to the short and intermittent nature of project 
onstruction. 
s
c
 
Mitigation 

There will be no significant impacts to air quality; therefore, no mitigation is necessary.    Dust from 
construction activities will be controlled through periodic wetting of exposed soils/roadways.  Dust 
mitigation will be performed on an as needed basis based on observed site conditions and the 
ocation and type of activities being performed.   In general, temporary impacts due to construction 
ould be minimized by using best management practices to reduce dust emissions. 

l
w
 

6.10  SOILS AND GEOLOGY 

The Fillmore County Soil Survey states that the primary soil association for the project area is the 
Fayette – Dubuque ‐ Whalan association.  These soil groups are characterized by lightly colored 
soils formed chiefly over silty material.  The soils in the project area have generally formed on top 
f a thin layer of glacial till that overlays the regional bedrock.  These types of soils are typically 
ound to be moderately well draining and susceptible to erosion. 
o
f
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Impacts 
The construction and operation of this transmission line will involve drilling holes for the 
transmission towers.  Impacts are anticipated to be minor.  The substation sites will be graded flat 
nd existing cropland will be replaced with an aggregate base surface for the final surface at the 
ubstations. 
a
s
 
Mitigation 
The substation sites will require grading and will require erosion control in accordance Route 
ermit Condition B.6., as well as State and Federal rules.  Best management practices, and state and 
ederal procedures and approvals for project erosion control are discussed in Section 6.11 below. 
P
f
 

6.11  SURFACE WATER AND WETLANDS 

Most of the project boundary is located in a high plain area between the Root River and Upper Iowa 
River watersheds. The project area also includes a number of judicial ditches and drainage ways.   A 
review of the Federal Emergency Management Agency (FEMA) floodplain maps for the project area 
ound there are no documented floodplains within the project area. Figure 3 presents a map of the f
natural features and resources in the project area. 
 
There are three small tributary streams that could be crossed by the transmission line.  A tributary 
to the Upper Iowa River would be crossed by the transmission line no matter which route is 
granted.  Pine Creek would be crossed at one location along the preferred route, three locations if 
Alternate Route A is granted, and one location if Alternate Route B is granted..  Deer Creek would be 
crossed at one location if the preferred route were granted, two locations if Alternate A were 
granted, and one location if Alternate Route B were granted.  Deer Creek is a Minnesota Department 
of Natural Resources (DNR) ‐administered public watercourse.  Minnesota public waters are 
protected lakes, wetlands, and watercourses defined in Minnesota Statute 103G and regulated by 
the DNR.  An existing electrical distribution line crosses Deer Creek along the preferred route at 
20th Street.   At each stream crossing location, the stream is already crossed by an existing 1
roadway. 
 
A number of federal, state, county, and local regulations currently affect construction and other 
activities in wetlands.  The principal laws in Minnesota affecting wetlands and streams are Sections 
404 and 401 of the Federal Clean Water Act (CWA), the public waters laws administered by the 
DNR, and the Minnesota Wetlands Conservation Act (WCA).  The U.S. Army Corps of Engineers 
(Corps) under Section 404 of the CWA regulate discharge of dredge/fill materials into wetlands.  
The public waters laws regulate work in public waters, including wetlands listed on the DNR PWI.  
Local government units (LGU) have the primary responsibility for administration of the WCA and 
for making key determinations.  Generally, the LGU is the county or local watershed district.  In 
any instances both jurisdictions overlap the same wetland feature.  The Fillmore County Soil and m

Water Conservation District is the identified LGU for the proposed project area. 
 
The applicant hired a consultant to identify the wetland, surface water, and floodplain resources 
that may be affected.  The wetlands in the project area are generally associated with the small 
tributary streams listed above.  These wetlands are identified in the U.S. Fish and Wildlife Service 
(USFWS) National Wetland Inventory (NWI).  Initial wetland desktop studies and field inspection 
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show that no wetland areas exist within the project area that are expected to be impacted by the 
project.  A small stormwater ponding basin is located in the CSAH 44 right‐of‐way within the 
roject, but will not be impacted by the project.  A detailed review and assessment of potential 
etlands will be completed for the entire route prior to commencing final design of the project. 
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Impacts 
The applicant has stated that all surface waters and wetlands within the project area can be 
spanned by the transmission line.  It will not be necessary to place poles or structures within a 
surface water.  No impacts to surface waters are anticipated.  The applicant will conduct a final, 
detailed review and assessment of surface water resources prior to final design and construction of 
he project.  The location of the proposed substation and switching station would not impact any 
etlands or surface waters and are not located in a floodplain area. 

t
w
 
Mitigation 

A license from the DNR is required for the passage of any utility over, under or across any state land 
r public water.  The applicant will apply for a license to cross public lands and waters and must 

stablished by the DNR. 
o
abide by the conditions e
 
The  applicant  proposes  to  minimize  the  potential  impacts  by  using  standard  engineering  Best 
Management  Practices  identified  in  the  MPCA’s  Stormwater  Best  Practices  Manual,  such  as 
nstalling  silt  fences,  construction during  frozen  conditions,  using  check  dams,  using  low‐tracked i
vehicles and temporary matting, as appropriate.  
 
Since the construction area will be greater than one acre, a Construction Stormwater NPDES permit 
would  be  required  from  the  MPCA,  including  submittal  of  a  SWPPP.    All  areas  disturbed  by 
construction would be re‐vegetated or replanted with crops per negotiations with property owners.  
Soil excavated from the wetlands and riparian areas will be contained and not placed back into the 
etland or  riparian area.   No permanent water quality  impacts  are  anticipated as  a  result  of  the w

proposed project. 
 
Prior to construction activities, the District Engineer for the Corps would need to be notified with a 
preconstruction notification authorized under the Corps St. Paul District Regional General Permit 
for structural discharges.  In addition an application would need to be filed with the Fillmore 
ounty Soil and Water Conservation District (SWCD) to determine if the proposed project would C
impact any wetlands or public waters under local jurisdiction of the SWCD. 
 
Should a route permit be issued, the applicant will need to consult with Corps upon completion of 
inal design and prior to construction to determine whether a Section 404 permit would be 
equired for placement of transmission structures. 
f
r
 

6.12  FLORA AND FAUNA 

The vast majority of the project area consists of row crop agricultural land.  There are also small 
reas of pasture lands and wooded parcels within the project boundaries.  Most of the wooded 
arcels are around building sites or drainage ways.   
a
p
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The majority of the project area and surrounding landscape is used for agricultural purposes with 
rop land comprising a significant portion of the vegetative cover.  Scattered patches of grassland, c
and forested hillsides make up the remaining wildlife habitat within the project boundary.   
 
Project‐specific, pre‐construction avian surveys are being conducted by the applicant to identify the 
seasonal bird use within the project area.  This survey effort will document the species composition 
and relative abundance of birds using or passing through the project area throughout the year.  
lso, a desktop avian and bat screening analysis is being conducted as part of the overall A

environmental analysis for the proposed project. 
 
A number of mammal species have adapted to and thrive in agricultural landscapes that contain a 
mosaic of habitat types including crop land.  The row crops provide seasonal cover and food for 
some species during the summer and fall months prior to harvesting, and waste grain remaining on 
the ground after harvest can provide migrating waterfowl and other wildlife with food leading into 
winter.  The scattered forests, grasslands and wetlands provide the limited long‐term cover and 
ood.  Species typical of this landscape include a variety of rodents such as squirrels, rabbits and 
ice, white‐tailed deer, red fox, coyote, raccoon, woodchuck and striped skunk. 

f
m
 
Impacts 
The transmission line poles will be located just outside the road right‐of‐way or just inside the road 
right‐of‐way.  In either case, their location would have a negligible impact on existing vegetation 
ince the disturbance area is very minor.  A very limited number of trees may be removed if s
necessary to accommodate location of the line. 
 
The Collector Substation and Switching Substation sites will replace row cropland with an 
aggregate surfaced area. The site for the Switching Substation also includes a small grove of trees, 

ak trees approximately bout 1 acre in area, to be removed. The landowner advises that the original o
in the grove have died off and been replaced with volunteer softwood trees and scrub brush. 
Regarding impacts to general wildlife, the transmission line infrastructure has a very small 
footprint on the landscape and will typically be located in existing agricultural fields thereby 
minimizing impacts to the most suitable wildlife habitat.  The disturbance resulting from 
onstruction‐related activities will be temporary and is expected to have minimal affects to the c
local wildlife. 
 
Regarding impacts to birds and bats, an assessment of potential impacts to birds and bats can be 
determined for this project location.  Similar studies that have been conducted in Minnesota and 
owa indicate that bird and bat fatalities related to transmission lines are minimal and do not 
ignificantly impact the overall population of these species.   
I
s
 
Mitigation 
The construction and operation of the transmission line will have a very negligible impact on 
surrounding vegetation.  Once poles are installed, the small disturbed area around the pole will be 
estored and re‐vegetated.  Tree removal will only be made where absolutely necessary for the 
ine’s construction.   
r
l
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The substation sites will be set at the minimum size needed to minimize the area of cropland taken 
ut of production. The trees to be removed from the Switching Substation site have been offered to o
a local logging company.  
 
In accordance with the route permit, the applicant will minimize the number of trees to be removed 
in selecting the right‐of‐way.  As part of construction, low growing brush or tree species are 
allowable within and at the outer limits of the easement area.  Taller tree species that endanger the 
safe and reliable operation of the transmission facility need to be removed.  To the extent practical, 
low growing vegetation that will not pose a threat to the transmission facility or impede 
construction should remain in the easement area.  Should removal of vegetation require herbicide 
pplication, the applicant will coordinate with DNR to avoid the potential of directly or indirectly a
affecting native prairie and rare plant species.  
 
The applicant will also restore the right‐of‐way, temporary work spaces, access roads, abandoned 
right‐of‐way, and other private lands affected by construction of the transmission line, in 
accordance with the route permit.  Restoration within the right‐of‐way will be compatible with the 
safe operation, maintenance, and inspection of the transmission line.  Within 60 days after 
completion of all restoration activities, the applicant will advise the Commission in writing of the 
completion of these activities.  The applicant will fairly reimburse landowners for any damage 
ncluding, but not limited to, yard/landscape damages, structure/fence damage, crop damage, soil 
ompaction, or drain tile damage sustained during construction or maintenance activities. 
i
c
 

6.13  RARE AND UNIQUE NATURAL RESOURCES 

The DNR’s, Natural Heritage and Nongame Research Program was consulted by the applicant for 
isted endangered, threatened, and special concern species in addition to any unique native plant 
ommunities within or near the proposed project area. 
l
c
 
Impacts 
he database search did not identify rare or unique plants or animals that would occur within the 
ransmission line project boundary.     
T
t
 
Mitigation 

No mitigative measures are necessary because there are no rare or unique natural resources within 
the transmission line project area.  However, during the project planning phase, information 
gathered by the Natural Heritage Database inventory and DNR will be used in the field, prior to 
construction, to ascertain whether or not any listed resources are present in areas designated for 
construction activities so that appropriate protective measures can be implemented prior to 
construction as needed.  In accordance with the route permit, if vegetation removal by herbicide 
pplication is necessary during project construction, the applicant will coordinate with DNR to 
void the potential of directly or indirectly affecting native prairie and rare plant species.  
a
a
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6.13  RADIO, TELEVISION, AND CELLULAR PHONE INTERFERENCE 

The corona effect on transmission line conductors in rare circumstances can produce 
electromagnetic interference or high frequency (~120 Hz) electric noise that can potentially cause 
radio, television, and communication system interference.  Radio interference is limited to 
amplitude modulation broadcast bandwidths and typically does not impact frequency modulation 
broadcasts.  Television interference caused by corona usually occurs during foul weather when the 
conditions for corona are ideal.  Corona‐related television interference is rare and generally only a 
oncern for conventional receivers within approximately 600 feet from the transmission line.  
atellite and cable receivers are not affected by corona‐generated electromagnetic interference.   
c
S
 
Mitigation 

This phenomena is generally associated with transmission lines that are operating at 345 kV or 
greater.  No impacts are anticipated therefore no mitigation is necessary. 
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7.0  PERMITS AND APPROVALS REQUIRED 

Federal, state and local permit w in Table 12. s for the proposed project are listed belo

Table 12:  Potentially Required Permits 
 

 

Permit  Authority 

Preconstruction Notification  U.S. Army Corps of Engineers 

Route Permit  Minnesota Public Utilities Commission 

Utility Long Form  Minnesota Department of Transportation 

Access Driveway Permit  Minnesota Department of Transportation 

License to Cross Public Waters  Minnesota Department of Natural Resources 

National Pollutant Discharge Elimination System Permit  Minnesota Pollution Control Agency 

Preconstruction Notification  Fillmore County Soil and Water Conservation Dist. 

Utility License Agreement/Line Crossing Permit  Fillmore County Department of Transportation 

Road Crossing Permit  Township, County 

Road Right‐of‐Way Use License  Township, County 

Driveway/Access Permit  Township, County 

Over‐width/Overweight Road Permit  Township, County 
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STATE OF MINNESOTA PUBLIC UTILITIES COMMISSION

ROUTE PERMIT FOR CONSTRUCTION OF A HIGH

VOLTAGE TRANSMISSION LINE

IN

JACKSON COUNTY, MINNESOTA

ISSUED TO

NORTHSTAR TRANSMISSION, LLC

PUC DOCKET NO. IP-6686/TL-08-1120

In accordance with the requirements of Minnesota Statutes Chapter 216E and Minnesota Rules

Chapter 7849, this route permit is hereby issued to:

Northstar Transmission, LLC

Northslar Transmission, LLC, is authorized by this route permit to construct a ten-mile 161

kilovolt (kV) transmission line between a new Tatman substation and the existing Jackson

substation in Jackson County, Minnesota.

The transmission line shall be built within the route identified in this permit and as portrayed on

the attached official route map, and in compliance with the conditions specified in this permit.

Approved and adopted this 3.7 _ day of August 2009

BY QRDER)OF THE COMMISSION

rl

Executive Secretary

This document can be made available in alternative formats (i.e. large print or audio tape) by

calling (651) 201-2202 (voice). Persons with hearing or speech disabilities may call us through

Minnesota Relay at (800) 627-3529 or by dialing 71T.
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I. ROUTE PERMIT

The Minnesota Public Utilities Commission (Commission) hereby issues this route

permit to Northstar Transmission, LLC (permittee) pursuant to Minnesota Statutes

Chapter 216E and Minnesota Rules Chapter 7849. This permit authorizes the permittee

to construct approximately ten miles of 161 kV transmission line and associated facilities

between a new Tatman substation to be located in Petersburg Township and the existing

Jackson substation near the city of Jackson, in Jackson County, Minnesota.

II. PROJECT DESCRIPTION

The 161 kV transmission line will be supported by direct-embedded galvanized steel

poles with braced posts for the majority of the route. These tangent structures would

average 75 feet in height with foundations that are approximately 30 to 36 inches in

diameter with a 400 foot span between each structure.

In cooperation with the Rural Electric Administration (REA), the permittee will co-locate

or underbuild the existing Rural Electric Administration (REA) distribution lines along

558th and 560th Avenues onto the newly proposed transmission line structures or work
with the REA to bury the lines, thereby consolidating electrical utilities within one right-

of-way.

The approximate one-mile route segment that would run between pole #114 to the

Jackson substation will require galvanized steel pole double-circuit structures with davit

arms supported by a concrete foundation. The structures will be approximately 110 feet

to 150 feet in height and 36 inches in diameter with an average span of 565 feet between

poles.

The three phases for this project will each consist of single 795 (Drake) aluminum

conductor steel reinforced (ACSR). The ACSR conductors are 795,000 circular mils or

approximately 1.108 inches in diameter and are comprised of seven steel wires in the

center surrounded by 26 aluminum strands. Ultimately, the proposed 161 kV

transmission line would be a single-circuit, three-phase, 60 Hz (hertz), alternating current

line with the exception of the segment between pole #114 and the Jackson substation

which will be a double-circuit 161/161 kV, co-located on new double-circuit structures

with Xcel's existing 161 kV line. There will also be shield wires strung above the phases

to prevent damage from potential lightning strikes. The shield wire may include a fiber

optic cable that allows for substation protection equipment to communicate with other

terminals on the line.
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The new Tatman substation will be constructed on approximately 2.5 acres of a 9-acre

parcel located just north of the Minnesota-Iowa border on the east side of County State

Aid Highway (CSAH) 25 in the southwest quarter of Section 32, Township 10 IN, Range

34W. The substation will be designed to accommodate the 161 kV line along with a 34.5

kV collector line that would be constructed underground from the Northstar Wind Farm

collector system in Iowa to the substation. The substation design has not been completed

but would generally include circuit breakers, high voltage switches, steel structures to

support the high voltage bust, switches and other miscellaneous equipment, surge

arresters, ground grid, power and control cable, control building and control panels, DC

battery system, AC station power, AC and DC station service panels, communication

panel, crushed rock used as surfacing of the substation, and fencing around the facility to

restrict public access.

III. DESIGNATED ROUTE/SITE

The route designated by the Commission in this permit comprises the 10-mile segment

located in Jackson County, Minnesota, as described in detail below, and shown on the

official route map attached to this permit.

The transmission line will originate at a newly constructed Tatman substation located

approximately one-half mile north of the Minnesota-Iowa border in Petersburg

Township. The transmission line route will head north out of the Tatman substation

along CSAH 25/560th Avenue for approximately five and one-half miles to 558th Avenue
and continue north two miles to CSAH 14. At this point the transmission line route

continues north crossing CSAH 14 and travels along property and section lines across

private agricultural land to existing pole #114 and then one mile west co-located on new

double-circuit structures with Xcel's 161 kV line to the Jackson substation.

The route width approved by this permit is as follows:

■ A 200 foot wide route width centered on CSAH 25 from the Tatman substation to

CSAH 4;

■ A 166 foot wide route width centered on 560th Avenue and 558th Avenue from
CSAH 4 to CSAH 14;

■ A 200 foot wide route width centered on the west Section line of the southeast

quarter of the southeast quarter of Section 19, Township 102 North, Range 34

West to the northwest corner of northeast quarter of the southeast quarter of

Section 19, Township 102 North, Range 34 West;

■ A 200 foot wide route width starting at the northwest corner of the northeast

quarter of the southeast quarter of Section 19, Township 102 North, Range 34

West and centered on the north Section line of the northwest quarter of the

southeast quarter to the center of Section 19;
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■ A 200 foot wide root width centered on the boundary between northwest and

northeast quarters of Section 19, Township 102 North, Range 34 West from the

center of Section 19 and extending north for one-mile to pole #114; and

■ A 200 foot wide route width (encompassing and following Xcel Energy's existing

80 foot right-of-way and extending an additional 120 feet north) from pole #114

one mile west to the Jackson substation.

The permittee will locate the transmission line within the road rights-of-way for the route

segment along CSAH 25/560th Avenue and 558th Avenue from the Tatman substation to
CSAH 14. The transmission centerline will be constructed on the west side of the road,

sharing road right-of-way, for the route segment that would follow along 560th Avenue
from CSAH 23/Petersburg Road to approximately one-quarter mile (1,320 feet) north of

the southwest corner of Section 5, Township 10 IN, Range 34W. Construction of the

transmission line within road rights-of-way will be at a distance acceptable to the county

and townships, in this case as close to the edge of road right-of-way as possible. The

required rights-of-way for the approved route are as follows:

■ A 100-foot right-of-way from the Tatman substation to CSAH 4.

■ An 83-foot right-of-way from CSAH 4 to CSAH 14.

■ A 100-foot right-of-way from CSAH 14 to pole #114.

■ A 200-foot right-of-way from pole #114 to the Jackson substation.

The transmission line and associated facilities will be designed to meet or exceed all

relevant state and local codes and requirements of the National Electric Safety Code

(NESC), which is the utility safety standard that applies to all transmission line facilities.

The transmission line facility will also meet the North American Electric Reliability

Corporation's (NERC) reliability standards. In addition, the substation station facilities

will be fenced, kept free of vegetation, maintained for adequate drainage, and access will

be limited to authorized personnel in accordance with the above requirements and

standards.

IV. PERMIT CONDITIONS

The permittee shall comply with the following conditions during construction of the

transmission line and associated facilities and the life of this permit.

A. Plan and Profile. At least 14 calendar days before right-of-way preparation for

construction begins, the permittee shall provide the Commission with a plan and profile

of the right-of-way and the specifications and drawings for right-of-way preparation,

construction, cleanup, and restoration for the transmission line. The permittee may not

commence construction until the 14 days has expired or until the Commission has
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advised the permittee in writing that it has completed its review of the documents and

determined that the planned construction is consistent with this permit.

EXAMPLE
 O

NLY



If the permittee intends to make any significant changes in its plan and profile or the

specifications and drawings after submission to the Commission, the permittee shall

notify the Commission at least five days before implementing the changes. No changes

shall be made that would be in violation ofany of the terms of this permit.

B. Construction Practices.

1. Application. The permittee shall follow those specific construction practices and

material specifications described in the Northstar Transmission, LLC, Application to the

Public Utilities Commission for a Route Permit, dated October 2008, and as described in

the environmental assessment and findings of fact, unless this permit establishes a

different requirement, in which case this permit shall prevail.

2. Field Representative. At least 10 days prior to commencing construction, the

permittee shall advise the Commission in writing of the person or persons designated to

be the field representative for the permittee with the responsibility to oversee compliance

with the conditions of this permit during construction. The field representative's address,

phone number, emergency phone number, and email address shall be provided to the

Commission and shall be made available to affected landowners, residents, public

officials and other interested persons. The permittee may change its field representative

at any time upon written notice to the Commission.

3. Local Governments. The permittee will work closely with Jackson County

Department of Transportation and the city of Jackson to ensure minimal disruption to

area traffic and will obtain licenses required for county and township road right-of-way

sharing. Oversize and overweight truck permits will be coordinated with the Minnesota

Department of Transportation (MnDOT) and the Jackson County Department of

Transportation

4. Cleanup. All waste and scrap that is the product of construction shall be

removed from the area and properly disposed of upon completion of each task. Personal

litter, including bottles, cans, and paper from construction activities shall be removed on

a daily basis.

5. Vegetation Removal in the Right-of-Way. The permittee shall minimize the

number of trees to be removed in selecting the right-of-way. As part of construction, low

growing brush or tree species are allowable within and at the outer limits of the easement

area. Taller tree species that endanger the safe and reliable operation of the transmission

facility need to be removed. To the extent practical, low growing vegetation that will not

pose a threat to the transmission facility or impede construction should remain in the

easement area. Should removal of vegetation require herbicide application, the permittee

will coordinate with the Minnesota Department of Natural Resources (DNR) to avoid the

potential of directly or indirectly affecting native prairie and rare plant species.
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6. Erosion Control. The permittee shall implement reasonable measures to

minimize runoff during construction and shall promptly plant or seed, erect silt fences,

and/or use erosion control blankets in non-agricultural areas that were disturbed where

structures are installed. All areas disturbed during construction of the facilities will be

returned to their pre-construction condition.

7. Temporary Work Space. The permittee shall limit temporary easements to

special construction access needs and additional staging or lay-down areas required

outside of the authorized right-of-way.

8. Restoration. The permittee shall restore the right-of-way, temporary work

spaces, access roads, abandoned right-of-way, and other private lands affected by

construction of the transmission line. Restoration within the right-of-way must be

compatible with the safe operation, maintenance, and inspection of the transmission line.

Within 60 days after completion of all restoration activities, the permittee shall advise the

Commission in writing of the completion of such activities. The permittee shall fairly

reimburse landowners for any damage including, but not limited to, yard/landscape

damages, structure/fence damage, crop damage, soil compaction, or drain tile damage

sustained during construction or maintenance activities.

9. Notice of Permit. The permittee shall inform all employees, contractors, and

other persons involved in the transmission line construction of the terms and conditions

of this permit.

C. Periodic Status Reports. Upon request, the permittee shall report to the

Commission on progress regarding flnalization of the route, design of structures, and

construction of the transmission line. The permittee need not report more frequently than

quarterly.

D. Complaint Procedure. Prior to the start of construction, the permittee shall

submit to the Commission, the procedures that will be used to receive and respond to

complaints. The procedures shall be in accordance with the requirements set forth in the

complaint procedures attached to this permit.

E. Notification to Landowners. The permittee shall provide all affected

landowners with a copy of this permit at the time of the first contact with the landowners

after issuance of this permit. The permittee shall contact landowners prior to entering the

property or conducting maintenance along the route and avoid maintenance practices,

particularly the use of fertilizer, herbicides, or pesticides, inconsistent with the

landowner's or tenant's use of the land. The permittee shall work with landowners to

locate the high voltage transmission lines to minimize the loss of agricultural land, forest,

and wetlands, and to avoid homes and farmsteads, tree clearing, and other aesthetic

concerns.
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F. Completion of Construction.

1. Notification to Commission. At least three days before the line is to be placed

into service, the permittee shall notify the Commission of the date on which the line will

be placed into service and the date on which construction was complete.

2. As-Builts. Upon request of the Commission, the permittee shall submit copies of

all the final as-built plans and specifications developed during the project.

3. GPS Data. Within 60 days after completion of construction, the permittee shall

submit to the Commission, in the format requested by the Commission, geo-spatial

information (GIS compatible maps, GPS coordinates, etc.) for all above ground structures

associated with the transmission lines, each switch, and each substation connected.

G. Electrical Performance Standards.

1. Grounding. The permittee shall design, construct, and operate the transmission

line in a manner that the maximum induced steady-state short-circuit current shall be

limited to five milliamperes, root mean square (rms) alternating current between the

ground and any non-stationary object within the right-of-way, including but not limited to

large motor vehicles and agricultural equipment. All fixed metallic objects on or off the

right-of-way, except electric fences that parallel or cross the right-of-way, shall be

grounded to the extent necessary to limit the induced short circuit current between ground

and the object so as not to exceed one milliampere rms under steady state conditions of

the transmission line and to comply with the ground fault conditions specified in the

NESC.

2. Electric Field. The transmission line shall be designed, constructed, and operated

in such a manner that the electric field measured one meter above ground level

immediately below the transmission line shall not exceed 8.0 kV/m.

3. Interference with Communication Devices. If interference with radio or

television, satellite or other communication devices is caused by the presence or

operation of the transmission line, the permittee shall take whatever action is prudently

feasible to restore or provide reception equivalent to reception levels in the immediate

area just prior to the construction of the line.

H. Special Conditions

1. Archaeological and Historic Resources. The permittee shall make every effort

to avoid impacts to identified archaeological and historic resources when installing the

high voltage transmission line on the approved route. Prior to construction a Phase IA

archaeological survey of the proposed project area will be conducted by the permittee to

identify archaeological resources in areas with surface visibility greater than 25 percent

and to determine the need for additional subsurface testing along the project route.
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The results of the cultural resource assessment and the Phase IA survey will be provided

to the Commission and State Historic Preservation Office (SHPO) for their review and

response.

SHPO will be consulted by the permittee regarding the potential for visual impacts to the

36 National Register of Historic Places properties and one eligible architectural history

property within the city of Jackson, one mile from the project area. An appropriate

management plan or standing structures survey will be completed with assistance from

the SHPO to address potential impacts on the architectural resources.

2. Wetlands/Water Resources. The permittee will minimize potential impacts to

wetland areas by locating structures outside of wetlands and adjacent to these resource

areas when feasible and spanning all surface flows. Unavoidable wetland impacts as a

result of the placement of poles shall be limited to the immediate area around the poles.

The permittee will use construction mats or perform construction during frozen

conditions to minimize disturbance and compaction of wetlands and riparian areas during

construction. Soil excavated from the wetlands and riparian areas will be contained and

not placed back into the wetland or riparian area. Silt fencing or other erosion control

measures will be used to prevent sedimentation when working near wetlands and

watercourses. Areas disturbed by construction activities will be restored to pre-

construction conditions (soil horizons, contours, vegetation, etc.). Where waterways

must be crossed to pull in the new conductors and shield wires, workers may walk across,

use boats, or drive equipment across ice in the winter.

Prior to construction activities, the District Engineer for the U.S. Army Corps of

Engineers (Corps) will be notified with a preconstruction notification authorized under

the Corps St. Paul District Regional General Permit for structural discharges. An

application will be filed with the Jackson County Soil and Water Conservation District

(SWCD) to determine if the proposed project would impact any wetlands or public

waters under local jurisdiction of the SWCD. Conditions provided in the MPCA NPDES

permit, and the DNR license to cross public lands and waters will also be followed.

If construction activities will result in the disturbance of one acre or more of soils, a

National Pollutant Discharge Elimination System stormwater permit from the Minnesota

Pollution Control Agency will be required. Standard erosion control measures outlined

in Minnesota Pollution Control Agency guidance and best management practices

regarding sediment control practice during construction. These practices include, but are

not limited to, protecting storm drain inlets, use of silt fences, protecting exposed soil,

immediately stabilizing restored soil, controlling temporary soil stockpiles, and

controlling vehicle tracking.

3. Avian Collision. The permittee will evaluate mitigative measures in areas of the

project where the chance of avian collision or electrocution is higher, specifically where

the route will span the Des Moines River. The permittee, in cooperation with the DNR

and the U.S. Fish and Wildlife Service, will identify locations (Des Moines River and

other tributaries) where bird flight diverters can be incorporated into the transmission line

design to prevent large avian collisions attributed to visibility issues.
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Standard transmission design will incorporate adequate spacing of conductor(s) and

grounding devices. This is intended to eliminate the risk of electrocution to raptors with

larger wingspans that may simultaneously come in contact with a conductor and

grounding devices.

4. Rare and Unique Resources. The DNR identified nine known occurrences of

rare species and natural plant communities within one mile of the project area, with eight

of the nine located within the projects boundaries. Five of these rare species are

threatened or of special concern mussels that are located in the Des Moines River. The

Loggerhead Shrike, a state threatened bird specie, is known to occur in and around the

proposed project area. There are also known occurrences of the state threatened

Sullivant's Milkweed and special concern specie Snow Trillium as well as three records

of mesic prairie remnants located within or near the proposed project area.

Due to the proximity of the project to the existing railroad and riparian areas along the

Des Moines River and its tributaries combined with the known occurrence of rare and

unique resources in the area, the permittee, in consultation with the DNR, will perform a

botanical survey of the project area. The results of the botanical survey will be provided

to the Commission and DNR for their review and response.

Ground disturbance within the mesic prairie remnant areas will be completely avoided,

there shall be no vehicle use or stockpiling of equipment within the prairie, construction

runoff will be diverted from the prairie, and areas adjacent to the prairie will be

immediately be replanted with prairie species native to Minnesota in consultation with

DNR. In addition, best management practices will be identified and implemented in

cooperation with the DNR when working near the remnant prairies to reduce potentially

negative impacts to the Loggerhead Shrike. Construction and maintenance personnel will

be made aware of the rare resources and plant communities during pre-construction

meetings in effort to minimize possible disturbance.

The permittee, in coordination with the DNR, will employ best management practices to

avoid the potential spread of invasive species within and adjacent to the right-of-way

during construction and maintenance of the transmission line.

5. Accommodation of Existing and Planned Infrastructure. The permittee is

required to work with the landowners, townships, cities, and counties along the route to

accommodate their concerns regarding tree clearing, distance from existing structures,

drain tiles, pole depth and placement in relationship to existing roads and road expansion

plans.

The project is located within the area of influence of the Jackson Municipal Airport. The

permittee will need to submit a Notice of Proposed Construction or Alteration

Application for each transmission structure within the flight area of influence to ensure

that structures comply with airport safety zones and ordinances.
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I. Other Requirements.

1. Applicable Codes. The permittee shall comply with applicable requirements of

the NESC including clearances to ground, clearance to crossing utilities, clearance to

buildings, right-of-way widths, erecting power poles, and stringing of transmission line

conductors.

2. Other Permits. The permittee shall comply with all applicable state rules and

statutes. The permittee shall obtain all required local, state and federal permits for the

project and comply with the conditions of these permits. A list of the required permits is

included in the route permit application and the environmental assessment. The

permittee shall submit a copy of such permits to the Commission upon request.

3. Pre-emption. Pursuant to Minnesota Statutes 216E. 10, subdivisions 1 and 2, this

route permit shall be the sole route approval required to be obtained by the permittee and

this permit shall supersede and preempt all zoning, building, or land use rules,

regulations, or ordinances promulgated by regional, county, local and special purpose

government.

J. Delay in Construction. If the permittee has not commenced construction or

improvement of the route within four years after the date of issuance of this permit, the

Commission shall consider suspension of the permit in accordance with Minnesota Rule

7849.5970.

V. PERMIT AMENDMENT

The permit conditions in Section IV may be amended at any time by the Commission.

Any person may request an amendment of the conditions of this permit by submitting a

request to the Commission in writing describing the amendment sought and the reasons

for the amendment. The Commission will mail notice of receipt of the request to the

permittee. The Commission may amend the conditions after affording the permittee and

interested persons such process as is required.

VI. TRANSFER OF PERMIT

The permittee may request at any time that the Commission transfer this permit to

another person or entity. The permittee shall provide the name and description of the

person or entity to whom the permit is requested to be transferred, the reasons for the

transfer, a description of the facilities affected, and the proposed effective date of the

transfer. The person to whom the permit is to be transferred shall provide the

Commission with such information as the Commission shall require to determine whether

the new permittee can comply with the conditions of the permit. The Commission may

authorize transfer of the permit after affording the permittee, the new permittee, and

interested persons such process as is required.
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VII. REVOCATION OR SUSPENSION OF THE PERMIT

The Commission may initiate action to revoke or suspend this permit at any time. The

Commission shall act in accordance with the requirements of Minnesota Rules part

7849.6010 to revoke or suspend the permit.
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