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Transmission Lines

Proposed 69/161 kV Double Circuit
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Proposed 345 kV

Existing 161 kV Rerouted

Note: Proposed 345 kV Line is part of a ' Existing 69 kV
separate project and will be reviewed
under a different MEQB filing. Existing 161 kV

Transmission line locations are preliminary Existing 345 kV
and subject to change pending final route
selection, survey, and design.
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