
 
 
 
 
 
 
 
 
 
 
 

APPENDIX E 
 

Typical 138 kV North Substation Physical Layout 
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APPENDIX F 
 

Typical 138 kV South Substation Physical Layout 
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APPENDIX G 
 

Typical 345 kV East Substation Physical Layout 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



 
 
 
 
 
 
 
 
 
 
 

APPENDIX H 
 

Typical 138 kV Overhead Line Design Sheets 



 
 

Typical 138 kV OHL Configuration 
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